
AIR CONDITIONER (MULTI TYPE)

Outdoor Unit
Model name:

<Heat Recovery and Heat Pump Compatible Model>
MMY-SUG0801MT8P-E MMY-SUG1801MT8P-E
MMY-SUG1001MT8P-E MMY-SUG2001MT8P-E
MMY-SUG1201MT8P-E MMY-SUG2201MT8P-E
MMY-SUG1401MT8P-E MMY-SUG2401MT8P-E
MMY-SUG1601MT8P-E

MMY-SUG0801MT8JP-E MMY-SUG1801MT8JP-E
MMY-SUG1001MT8JP-E MMY-SUG2001MT8JP-E
MMY-SUG1201MT8JP-E MMY-SUG2201MT8JP-E
MMY-SUG1401MT8JP-E MMY-SUG2401MT8JP-E
MMY-SUG1601MT8JP-E

MMY-SUG0801MT8P-A MMY-SUG1801MT8P-A
MMY-SUG1001MT8P-A MMY-SUG2001MT8P-A
MMY-SUG1201MT8P-A MMY-SUG2201MT8P-A
MMY-SUG1401MT8P-A MMY-SUG2401MT8P-A
MMY-SUG1601MT8P-A

Scan QR CODE to access installation and owner’s manual on website.
https://www.toshiba-carrier.co.th/manuals/default.aspx
Manual are available in EN/FR/DE/IT/ES/PT/NL/EL/RU/SV/FI/DA/NO/
PL/BG/RO/ET/LV/HR/CS/SK/SL/HU.

Installation data
 (Table, Graph)

For commercial use

R32

English
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[1] [Confirmation of installation space and floor area]
• Indoor unit type, room height and fl oor area in which it is installed, and total refrigerant volume determine the necessary safety measures.

Be sure to install safety measures as required.
• For room areas exceeding 250 m2, maximum system refrigerant  shall be calculated with a room area of 250 m2.
• Keep the installation height according to the indoor unit type.
   Ceiling-mounted unit (include Duct type.) :  2.2 m or more.
   Wall-mounted and under ceiling unit :  1.8 m or more.
   Flow Selector unit and Shut-off Valve unit :  2.2 m or more.
   PMV-kit  :  2.2 m or more.

Refrigerant charge amount limit for each indoor unit type details

Other than the lowest basement fl oor The lowest fl oor of the basement LFL threshold
Area (a) No safety measured required. No safety measured required. A large space of LFL/4 or less.

Area (b) Leak detector required. Leak detector and safety shut-off valve required. A large space of LFL/4 - LFL/2.

Area (c) Leak detector and safety shut-off valve required. Installation not permitted. A narrow space of LFL/2 or more.

Area (d) Installation not permitted. Installation not permitted. Maximum allowable total refrigerant amount determined from LFL.
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The lowest fl oor of the basement

Other floors

Line B

Line B

Minimum floor area Amin [m
2]

Ceiling mounted and Duct type (room height is 2.2 m or more)*

Minimum floor area Amin [m
2]

Wall mount and Under ceiling type (room height is 2.2 m or more)

Minimum floor area Amin [m
2]

Wall mount and Under ceiling type (room height is 1.8 m or more 
(less than 2.2 m))

Minimum floor area Amin [m
2]

Hot water module

Minimum floor area Amin [m
2]

Ceiling mounted and Duct type (room height is 2.2 m or more)*

* Including safety shut-off valves and PMV-kit

Minimum floor area Amin [m
2]

Wall mount and Under ceiling type (room height is 2.2 m or more)

Minimum floor area Amin [m
2]

Wall mount and Under ceiling type (room height is 1.8 m or more 
(less than 2.2 m))
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 Line A

Minimum
fl oor area
Amin [m

2]

Total system refrigerant  [kg]

Ceiling mounted 
and Duct type Wall mount and Under ceiling type 

HWM
Room height is 
2.2 m or more

Room height is 
2.2 m or more

Room height is 
less than 2.2 m

5 2.53 2.07 2.07 0.69

6 3.03 2.48 2.48 0.82

7 3.32 2.72 2.72 0.90

8 3.55 2.90 2.90 0.96

9 3.77 3.08 3.08 1.02

10 3.97 3.25 3.25 1.08

11 4.16 3.41 3.41 1.13

12 4.35 3.56 3.56 1.18

13 4.53 3.70 3.70 1.23

14 4.70 3.84 3.84 1.28

15 4.86 3.98 3.98 1.32

16 5.02 4.11 4.11 1.37

17 5.18 4.23 4.23 1.41

18 5.33 4.36 4.36 1.45

19 5.47 4.48 4.48 1.49

20 5.62 4.59 4.59 1.53

21 5.75 4.71 4.71 1.57

22 5.89 4.82 4.82 1.60

23 6.02 4.93 4.93 1.64

24 6.15 5.03 5.03 1.67

25 6.28 5.14 5.14 1.71

26 6.40 5.24 5.24 1.74

27 6.53 5.34 5.34 1.78

28 6.65 5.44 5.44 1.81

29 6.76 5.53 5.53 1.84

30 6.88 5.63 5.63 1.87

31 6.99 5.72 5.72 1.90

32 7.10 5.81 5.81 1.93

33 7.22 5.90 5.90 1.96

34 7.32 5.99 5.99 1.99

35 7.43 6.08 6.08 2.02

36 7.54 6.17 6.17 2.05

37 7.64 6.25 6.25 2.08

38 7.74 6.41 6.33 2.11

39 7.84 6.58 6.42 2.14

40 7.94 6.75 6.50 2.16

41 8.04 6.92 6.58 2.19

42 8.14 7.09 6.66 2.22

43 8.24 7.26 6.74 2.24

44 8.33 7.42 6.82 2.27

45 8.43 7.59 6.89 2.29

46 8.52 7.76 6.97 2.32

47 8.61 7.93 7.04 2.34

48 8.70 8.10 7.12 2.37

49 8.79 8.27 7.19 2.39

50 8.88 8.44 7.27 2.42

Minimum
fl oor area
Amin [m

2]

Total system refrigerant  [kg]

Ceiling mounted 
and Duct type Wall mount and Under ceiling type 

HWM
Room height is 
2.2 m or more

Room height is 
2.2 m or more

Room height is 
less than 2.2 m

55 9.32 9.28 7.62 2.54

60 10.13 10.13 8.28 2.76

65 10.97 10.97 8.97 2.99

70 11.81 11.81 9.67 3.22

75 12.66 12.66 10.36 3.45

80 13.50 13.50 11.05 3.68

85 14.35 14.35 11.74 3.91

90 15.19 15.19 12.43 4.14

95 16.04 16.04 13.12 4.37

100 16.88 16.88 13.81 4.60

110 18.57 18.57 15.19 5.06

120 20.26 20.26 16.57 5.52

130 21.95 21.95 17.95 5.98

140 23.63 23.63 19.34 6.44

150 25.32 25.32 20.72 6.90

160 27.01 27.01 22.10 7.36

170 28.70 28.70 23.48 7.82

180 30.39 30.39 24.86 8.28

190 32.08 32.08 26.24 8.74

200 33.77 33.77 27.63 9.21

210 35.45 35.45 29.01 9.67

220 37.14 37.14 30.39 10.13

230 38.83 38.83 31.77 10.59

240 40.52 40.52 33.15 11.05

250 42.21 42.21 34.53 11.51
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 Line B

Minimum
fl oor area
Amin [m

2]

Total system refrigerant  [kg]

Ceiling mounted 
and Duct type Wall mount and Under ceiling type 

HWM
Room height is 
2.2 m or more

Room height is 
2.2 m or more

Room height is 
less than 2.2 m

5 2.53 2.07 2.07 -

6 3.03 2.48 2.48 -

7 3.32 2.72 2.72 -

8 3.55 2.90 2.90 -

9 3.77 3.08 3.08 -

10 3.97 3.37 3.25 -

11 4.16 3.71 3.41 -

12 4.35 4.05 3.56 -

13 4.53 4.39 3.70 -

14 4.72 4.72 3.86 -

15 5.06 5.06 4.14 -

16 5.40 5.40 4.42 -

17 5.74 5.74 4.69 -

18 6.07 6.07 4.97 -

19 6.41 6.41 5.24 -

20 6.75 6.75 5.52 -

21 7.09 7.09 5.80 -

22 7.42 7.42 6.07 -

23 7.76 7.76 6.35 -

24 8.10 8.10 6.63 -

25 8.44 8.44 6.90 -

26 8.78 8.78 7.18 -

27 9.11 9.11 7.46 -

28 9.45 9.45 7.73 -

29 9.79 9.79 8.01 -

30 10.13 10.13 8.28 -

31 10.46 10.46 8.56 -

32 10.80 10.80 8.84 -

33 11.14 11.14 9.11 -

34 11.48 11.48 9.39 -

35 11.81 11.81 9.67 -

36 12.15 12.15 9.94 -

37 12.49 12.49 10.22 -

38 12.83 12.83 10.49 -

39 13.17 13.17 10.77 -

40 13.50 13.50 11.05 -

41 13.84 13.84 11.32 -

42 14.18 14.18 11.60 -

43 14.52 14.52 11.88 -

44 14.85 14.85 12.15 -

45 15.19 15.19 12.43 -

46 15.53 15.53 12.70 -

47 15.87 15.87 12.98 -

48 16.20 16.20 13.26 -

49 16.54 16.54 13.53 -

50 16.88 16.88 13.81 -

Minimum
fl oor area
Amin [m

2]

Total system refrigerant  [kg]

Ceiling mounted 
and Duct type Wall mount and Under ceiling type 

HWM
Room height is 
2.2 m or more

Room height is 
2.2 m or more

Room height is 
less than 2.2 m

55 18.57 18.57 15.19 -

60 20.26 20.26 16.57 -

65 21.95 21.95 17.95 -

70 23.63 23.63 19.34 -

75 25.32 25.32 20.72 -

80 27.01 27.01 22.10 -

85 28.70 28.70 23.48 -

90 30.39 30.39 24.86 -

95 32.08 32.08 26.24 -

100 33.77 33.77 27.63 -

110 37.14 37.14 30.39 -

120 40.52 40.52 33.15 -

130 43.90 43.90 35.91 -

140 47.27 47.27 38.68 -

150 50.65 50.65 41.44 -

160 54.03 54.03 44.20 -

170 57.40 57.40 46.97 -

180 60.78 60.78 49.73 -

190 63.85 63.85 52.49 -

200 63.85 63.85 55.26 -

210 63.85 63.85 58.02 -

220 63.85 63.85 60.78 -

230 63.85 63.85 63.54 -

240 63.85 63.85 63.85 -

250 63.85 63.85 63.85 -
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[2] [Safety measures]
(Installation patterns for each safety device)
The table below shows installation example of safety measures for each safety system.
Position where Leak Detector and Flow Selector unit, Shut-off Valve unit can be installed is determined by room area, combination, indoor unit type and capacity, etc.
For details, refer to [ 3 ] [Leak Detector installation] and [ 4 ] [Safety shut-off valve installation].
[Each safety system and installation example]

CODE No.
[107] Installation example Case

[00]

When installing in a room corresponding to area (a), set the 
CODE No. [107] to [00]. 
No additional safety measures are required.

[01]

When installing in a room corresponding to area (c), set the 
CODE No. [107] to [01] or [02]. 
Be sure to install a refrigerant leak detector.
Be sure to connect the FS unit (or Shut-off Valve unit) and 
install the battery unit.

When the CODE No. [107] is set to [01], the entire system 
will be stopped when refrigerant leakage is detected.

※ In the [01] setting and [02] setting of the CODE No. [107], 
the position where the FS unit (or Shut-off Valve unit) can be 
installed is different.

[02]

When installing in a room corresponding to area (c), set the 
CODE No. [107] to [01] or [02].
Be sure to install a refrigerant leak detector.
Be sure to connect the FS unit (or Shut-off Valve unit) and 
install the battery unit.

When the CODE No. [107] is set to [02], the corresponding 
indoor unit stops when refrigerant leakage is detected (other 
indoor units can continue operation).

※ Indoor units connected to the multi port type FS unit 
cannot be set to [02] for indoor DN[107].※ In the [01] setting and [02] setting of the CODE No. [107], 
the position where the FS unit (or Shut-off Valve unit) can be 
installed is different.

[03]

When the CODE No. [107] is set to [03] by area (b), the entire 
system stops when refrigerant leakage is detected.

Be sure to install a refrigerant leak detector.

This setting can only be used in rooms that fall under area 
(b).

a

a

a

a

e

e

FS-M

FS-M

FS-S

FS-S FS-S

FS-S

Area (a)

Area (c)

Area (c)

Area (b)

Area (c)

Area (c)

Area (b)

Area (c)

b

b

f

ff d

d d

d

b

b

b

b

b

b

b

b

c

c

c

c

c

c

c

a : Outdoor unit d : Single port type FS unit (or Shut-off Valve unit)
b : Indoor unit e : Multi port type FS unit
c : Leak detector f : Battery unit
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[3] [Leak Detector installation]
[Installation positions of leak detectors]

Indoor unit Indoor unit

Leak Detector

≦10 m※

≧2.2

≧1.8

≦300 mm ≦300 mm

h0

h0

※ It must be placed within a horizontal distance of 10 meters and on the wall in the room where the indoor unit is installed.
 However, when it does not enter the fi eld of view on a straight line from the leak detector, it is within 7 m 
 at the shortest horizontal distance without obstacles and installed on the wall in the room where the indoor unit is installed.
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(The examples for safety measures installations)
The location of the Leak Detector varies depending on the safety system and the room.

Incorrect Correct Case

1 Install the refrigerant Leak 
Detector in the same room 
as the connected indoor 
unit.

2 Group setting of indoor 
unit across FS unit 
(or Shut-off Valve unit) is not 
possible.

3 Only one Detector can be 
connected to indoor units with 
a group setting.

4 Multiple refrigerant Detectors 
cannot be connected to one 
indoor unit.

5 Only one Leak Detector can 
be connected to indoor units 
with a group setting.

Install each indoor unit in 
a separate room, and do not 
set the group if a Leak 
Detector is required.

※Multi port type FS unit 
cannot be used by setting 
the CODE No. [107] to [02]
(Individual shut-off).

6 Only one Leak Detector can 
be connected to indoor units 
with a group setting.

If indoor units installed 
in the same room are used 
in the group setting, the 
Leak Detector to be 
connected should be 
one in one group.

※Multi port type FS unit 
cannot be used by setting 
the CODE No. [107] to [02]
(Individual shut-off).

7 Install the Leak Detector 
in the same room as the 
connected indoor unit.

※Multi port type FS unit 
cannot be used by setting 
the CODE No. [107] to [02]
(Individual shut-off).
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a
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a

a
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f
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f f
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f

f
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d
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d d

d
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b

b

b

b

b
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b

b

b
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b

b

b

b

b

b

b

b

b

b

b

b

b

b

b

b

b b b

c

c

c

c

c

c

c

c

c

c

c

c

c

c

c

c

c

c

c c

c

c

c c c

d

d

d d

dFS-S

FS-S

FS-S FS-S

FS-S FS-S

FS-SFS-S

FS-S

FS-S

FS-M

FS-M

FS-M

FS-M

FS-M

FS-M

FS-S

FS-S

a : Outdoor unit d : Single port type FS unit (or Shut-off Valve unit)
b : Indoor unit e : Multi port type FS unit
c : Leak detector f : Battery unit
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[4] [Safety Shut-off valve installation]
￮ Setting up the CODE No. [107] to 1 (Pump-down operation)￭ Flow Selector unit Multi-port type (12 ports and 8 ports type) In case that connection pipe length on the downstream side is 180 m. (Connecting pipe length on the downstream side is total length 
 of each port.)
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation 
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

￭ Flow Selector unit Multi-port type (4 ports type) In case that connection pipe length on the downstream side is 120 m. (Connecting pipe length on the downstream side is total length of each port.)

￭ Flow Selector unit Single-port type (4 HP type) In case that connection pipe length on the downstream side is 50 m.

￭ Flow Selector unit Single-port type (6.4 HP type) In case that connection pipe length on the downstream side is 50 m.

￭ Flow Selector unit Single-port type (10 HP type) In case that connection pipe length on the downstream side is 50 m.
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■ Flow Selector unit Multi-port type (12 ports and 8 ports type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 13.1 - - - - - - - - - - - -
8 27.2 23.7 18.8 13.8 - - - - - - - - -
9 41.4 37.9 32.9 28.0 23.0 18.0 13.0 - - - - - -

10 55.6 52.1 47.1 42.1 37.1 32.2 27.2 22.2 17.2 12.2 - - -
11 69.8 66.3 61.3 56.3 51.3 46.3 41.4 36.4 31.4 26.4 21.4 11.4 -
12 83.9 80.5 75.5 70.5 65.5 60.5 55.5 50.5 45.6 40.6 35.6 25.6 15.6
13 98.1 94.6 89.7 84.7 79.7 74.7 69.7 64.7 59.7 54.8 49.8 39.8 29.8
14 112.3 108.8 103.8 98.8 93.9 88.9 83.9 78.9 73.9 68.9 63.9 54.0 44.0
15 126.5 123.0 118.0 113.0 108.0 103.0 98.1 93.1 88.1 83.1 78.1 68.2 58.2
16 140.7 137.2 132.2 127.2 122.2 117.2 112.2 107.3 102.3 97.3 92.3 82.3 72.4
17 154.8 151.3 146.4 141.4 136.4 131.4 126.4 121.4 116.4 111.5 106.5 96.5 86.5
18 169.0 165.5 160.5 155.6 150.6 145.6 140.6 135.6 130.6 125.6 120.7 110.7 100.7
19 180.0 179.7 174.7 169.7 164.7 159.8 154.8 149.8 144.8 139.8 134.8 124.9 114.9
20 180.0 180.0 180.0 180.0 178.9 173.9 169.0 164.0 159.0 154.0 149.0 139.0 129.1
21 180.0 180.0 180.0 180.0 180.0 180.0 180.0 178.1 173.2 168.2 163.2 153.2 143.2
22 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 177.4 167.4 157.4
23 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 171.6
24 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
25 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
26 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
27 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
28 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
29 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
30 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
31 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
32 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
33 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
34 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
35 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
36 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
37 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
38 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
39 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
40 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
41 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
42 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
43 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
44 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
45 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
46 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
47 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
48 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
49 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
50 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
55 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
60 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
65 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
70 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
75 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
80 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
85 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
90 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
95 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0

100 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
110 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
120 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
130 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
140 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
150 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
160 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
170 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
180 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
190 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
200 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 28 HP 32 HP 36 HP 38.4 HP
5 - - - - - - - - -
6 - - - - - - - - -
7 - - - - - - - - -
8 - - - - - - - - -
9 - - - - - - - - -

10 - - - - - - - - -
11 - - - - - - - - -
12 - - - - - - - - -
13 19.9 - - - - - - - -
14 34.0 24.1 14.1 - - - - - -
15 48.2 38.2 28.3 18.3 - - - - -
16 62.4 52.4 42.4 32.5 22.5 - - - -
17 76.6 66.6 56.6 46.6 36.7 16.7 - - -
18 90.7 80.8 70.8 60.8 50.9 30.9 11.0 - -
19 104.9 94.9 85.0 75.0 65.0 45.1 25.1 - -
20 119.1 109.1 99.2 89.2 79.2 59.3 39.3 19.4 -
21 133.3 123.3 113.3 103.4 93.4 73.4 53.5 33.6 21.6
22 147.5 137.5 127.5 117.5 107.6 87.6 67.7 47.7 35.8
23 161.6 151.7 141.7 131.7 121.7 101.8 81.9 61.9 50.0
24 175.8 165.8 155.9 145.9 135.9 116.0 96.0 76.1 64.1
25 180.0 180.0 170.0 160.1 150.1 130.2 110.2 90.3 78.3
26 180.0 180.0 180.0 174.2 164.3 144.3 124.4 104.5 92.5
27 180.0 180.0 180.0 180.0 178.5 158.5 138.6 118.6 106.7
28 180.0 180.0 180.0 180.0 180.0 172.7 152.7 132.8 120.8
29 180.0 180.0 180.0 180.0 180.0 180.0 166.9 147.0 135.0
30 180.0 180.0 180.0 180.0 180.0 180.0 180.0 161.2 149.2
31 180.0 180.0 180.0 180.0 180.0 180.0 180.0 175.3 163.4
32 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 177.6
33 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
34 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
35 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
36 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
37 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
38 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
39 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
40 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
41 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
42 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
43 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
44 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
45 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
46 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
47 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
48 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
49 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
50 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
55 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
60 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
65 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
70 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
75 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
80 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
85 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
90 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
95 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0

100 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
110 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
120 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
130 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
140 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
150 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
160 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
170 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
180 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
190 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
200 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 - - - - - - - - - - - - -
8 - - - - - - - - - - - - -
9 18.2 14.7 - - - - - - - - - - -

10 29.8 26.3 21.3 16.4 11.4 - - - - - - - -
11 41.4 37.9 32.9 28.0 23.0 18.0 13.0 - - - - - -
12 53.0 49.5 44.5 39.6 34.6 29.6 24.6 19.6 14.6 - - - -
13 64.6 61.1 56.1 51.2 46.2 41.2 36.2 31.2 26.2 21.2 16.3 - -
14 76.2 72.7 67.7 62.8 57.8 52.8 47.8 42.8 37.8 32.8 27.9 17.9 -
15 87.8 84.3 79.3 74.4 69.4 64.4 59.4 54.4 49.4 44.4 39.5 29.5 19.5
16 99.4 95.9 90.9 86.0 81.0 76.0 71.0 66.0 61.0 56.0 51.1 41.1 31.1
17 111.0 107.5 102.5 97.6 92.6 87.6 82.6 77.6 72.6 67.6 62.7 52.7 42.7
18 122.6 119.1 114.1 109.2 104.2 99.2 94.2 89.2 84.2 79.2 74.3 64.3 54.3
19 134.2 130.7 125.7 120.8 115.8 110.8 105.8 100.8 95.8 90.8 85.9 75.9 65.9
20 145.8 142.3 137.3 132.4 127.4 122.4 117.4 112.4 107.4 102.4 97.5 87.5 77.5
21 157.4 153.9 148.9 144.0 139.0 134.0 129.0 124.0 119.0 114.0 109.1 99.1 89.1
22 169.0 165.5 160.5 155.6 150.6 145.6 140.6 135.6 130.6 125.6 120.7 110.7 100.7
23 180.0 177.1 172.1 167.2 162.2 157.2 152.2 147.2 142.2 137.2 132.3 122.3 112.3
24 180.0 180.0 180.0 178.8 173.8 168.8 163.8 158.8 153.8 148.8 143.9 133.9 123.9
25 180.0 180.0 180.0 180.0 180.0 180.0 175.4 170.4 165.4 160.4 155.5 145.5 135.5
26 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 177.0 172.0 167.1 157.1 147.1
27 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 178.7 168.7 158.7
28 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 170.3
29 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
30 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
31 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
32 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
33 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
34 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
35 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
36 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
37 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
38 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
39 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
40 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
41 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
42 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
43 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
44 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
45 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
46 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
47 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
48 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
49 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
50 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
55 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
60 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
65 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
70 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
75 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
80 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
85 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
90 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
95 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0

100 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
110 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
120 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
130 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
140 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
150 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
160 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
170 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
180 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
190 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
200 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 28 HP 32 HP 36 HP 38.4 HP
5 - - - - - - - - -
6 - - - - - - - - -
7 - - - - - - - - -
8 - - - - - - - - -
9 - - - - - - - - -

10 - - - - - - - - -
11 - - - - - - - - -
12 - - - - - - - - -
13 - - - - - - - - -
14 - - - - - - - - -
15 - - - - - - - - -
16 21.1 11.2 - - - - - - -
17 32.7 22.8 12.8 - - - - - -
18 44.3 34.4 24.4 14.4 - - - - -
19 55.9 46.0 36.0 26.0 16.1 - - - -
20 67.5 57.6 47.6 37.6 27.7 - - - -
21 79.1 69.2 59.2 49.2 39.3 19.3 - - -
22 90.7 80.8 70.8 60.8 50.9 30.9 11.0 - -
23 102.3 92.4 82.4 72.4 62.5 42.5 22.6 - -
24 113.9 104.0 94.0 84.0 74.1 54.1 34.2 14.2 -
25 125.5 115.6 105.6 95.6 85.7 65.7 45.8 25.8 13.9
26 137.1 127.2 117.2 107.2 97.3 77.3 57.4 37.4 25.5
27 148.7 138.8 128.8 118.8 108.9 88.9 69.0 49.0 37.1
28 160.3 150.4 140.4 130.4 120.5 100.5 80.6 60.6 48.7
29 171.9 162.0 152.0 142.0 132.1 112.1 92.2 72.2 60.3
30 180.0 173.6 163.6 153.6 143.7 123.7 103.8 83.8 71.9
31 180.0 180.0 175.2 165.2 155.3 135.3 115.4 95.4 83.5
32 180.0 180.0 180.0 176.8 166.9 146.9 127.0 107.0 95.1
33 180.0 180.0 180.0 180.0 178.5 158.5 138.6 118.6 106.7
34 180.0 180.0 180.0 180.0 180.0 170.1 150.2 130.2 118.3
35 180.0 180.0 180.0 180.0 180.0 180.0 161.8 141.8 129.9
36 180.0 180.0 180.0 180.0 180.0 180.0 173.4 153.4 141.5
37 180.0 180.0 180.0 180.0 180.0 180.0 180.0 165.0 153.1
38 180.0 180.0 180.0 180.0 180.0 180.0 180.0 176.6 164.7
39 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 176.3
40 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
41 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
42 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
43 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
44 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
45 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
46 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
47 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
48 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
49 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
50 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
55 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
60 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
65 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
70 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
75 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
80 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
85 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
90 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
95 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0

100 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
110 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
120 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
130 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
140 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
150 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
160 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
170 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
180 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
190 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
200 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0 180.0
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■ Flow Selector unit Multi-port type (4 ports type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 13.1 9.6 4.6 - - - - - - - - - -
8 27.2 23.7 18.8 13.8 8.8 3.8 - - - - - - -
9 41.4 37.9 32.9 28.0 23.0 18.0 13.0 8.0 3.0 - - - -

10 55.6 52.1 47.1 42.1 37.1 32.2 27.2 22.2 17.2 12.2 7.2 - -
11 69.8 66.3 61.3 56.3 51.3 46.3 41.4 36.4 31.4 26.4 21.4 11.4 1.5
12 83.9 80.5 75.5 70.5 65.5 60.5 55.5 50.5 45.6 40.6 35.6 25.6 15.6
13 98.1 94.6 89.7 84.7 79.7 74.7 69.7 64.7 59.7 54.8 49.8 39.8 29.8
14 112.3 108.8 103.8 98.8 93.9 88.9 83.9 78.9 73.9 68.9 63.9 54.0 44.0
15 120.0 120.0 118.0 113.0 108.0 103.0 98.1 93.1 88.1 83.1 78.1 68.2 58.2
16 120.0 120.0 120.0 120.0 120.0 117.2 112.2 107.3 102.3 97.3 92.3 82.3 72.4
17 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 116.4 111.5 106.5 96.5 86.5
18 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 110.7 100.7
19 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 114.9
20 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
21 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
22 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
23 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
24 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
25 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
26 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
27 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
28 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
29 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
30 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
31 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
32 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
33 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
34 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
35 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
36 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
37 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
38 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
39 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
40 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
41 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
42 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
43 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
44 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
45 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
46 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
47 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
48 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
49 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
50 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
55 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
60 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
65 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
70 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
75 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
80 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
85 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
90 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
95 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0

100 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
110 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
120 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
130 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
140 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
150 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
160 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
170 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
180 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
190 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
200 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 25.6 HP
5 - - - - - -
6 - - - - - -
7 - - - - - -
8 - - - - - -
9 - - - - - -

10 - - - - - -
11 - - - - - -
12 5.7 - - - - -
13 19.9 9.9 - - - -
14 34.0 24.1 14.1 4.1 - -
15 48.2 38.2 28.3 18.3 8.3 0.3
16 62.4 52.4 42.4 32.5 22.5 14.5
17 76.6 66.6 56.6 46.6 36.7 28.7
18 90.7 80.8 70.8 60.8 50.9 42.9
19 104.9 94.9 85.0 75.0 65.0 57.1
20 119.1 109.1 99.2 89.2 79.2 71.2
21 120.0 120.0 113.3 103.4 93.4 85.4
22 120.0 120.0 120.0 117.5 107.6 99.6
23 120.0 120.0 120.0 120.0 120.0 113.8
24 120.0 120.0 120.0 120.0 120.0 120.0
25 120.0 120.0 120.0 120.0 120.0 120.0
26 120.0 120.0 120.0 120.0 120.0 120.0
27 120.0 120.0 120.0 120.0 120.0 120.0
28 120.0 120.0 120.0 120.0 120.0 120.0
29 120.0 120.0 120.0 120.0 120.0 120.0
30 120.0 120.0 120.0 120.0 120.0 120.0
31 120.0 120.0 120.0 120.0 120.0 120.0
32 120.0 120.0 120.0 120.0 120.0 120.0
33 120.0 120.0 120.0 120.0 120.0 120.0
34 120.0 120.0 120.0 120.0 120.0 120.0
35 120.0 120.0 120.0 120.0 120.0 120.0
36 120.0 120.0 120.0 120.0 120.0 120.0
37 120.0 120.0 120.0 120.0 120.0 120.0
38 120.0 120.0 120.0 120.0 120.0 120.0
39 120.0 120.0 120.0 120.0 120.0 120.0
40 120.0 120.0 120.0 120.0 120.0 120.0
41 120.0 120.0 120.0 120.0 120.0 120.0
42 120.0 120.0 120.0 120.0 120.0 120.0
43 120.0 120.0 120.0 120.0 120.0 120.0
44 120.0 120.0 120.0 120.0 120.0 120.0
45 120.0 120.0 120.0 120.0 120.0 120.0
46 120.0 120.0 120.0 120.0 120.0 120.0
47 120.0 120.0 120.0 120.0 120.0 120.0
48 120.0 120.0 120.0 120.0 120.0 120.0
49 120.0 120.0 120.0 120.0 120.0 120.0
50 120.0 120.0 120.0 120.0 120.0 120.0
55 120.0 120.0 120.0 120.0 120.0 120.0
60 120.0 120.0 120.0 120.0 120.0 120.0
65 120.0 120.0 120.0 120.0 120.0 120.0
70 120.0 120.0 120.0 120.0 120.0 120.0
75 120.0 120.0 120.0 120.0 120.0 120.0
80 120.0 120.0 120.0 120.0 120.0 120.0
85 120.0 120.0 120.0 120.0 120.0 120.0
90 120.0 120.0 120.0 120.0 120.0 120.0
95 120.0 120.0 120.0 120.0 120.0 120.0

100 120.0 120.0 120.0 120.0 120.0 120.0
110 120.0 120.0 120.0 120.0 120.0 120.0
120 120.0 120.0 120.0 120.0 120.0 120.0
130 120.0 120.0 120.0 120.0 120.0 120.0
140 120.0 120.0 120.0 120.0 120.0 120.0
150 120.0 120.0 120.0 120.0 120.0 120.0
160 120.0 120.0 120.0 120.0 120.0 120.0
170 120.0 120.0 120.0 120.0 120.0 120.0
180 120.0 120.0 120.0 120.0 120.0 120.0
190 120.0 120.0 120.0 120.0 120.0 120.0
200 120.0 120.0 120.0 120.0 120.0 120.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 - - - - - - - - - - - - -
8 6.6 3.1 - - - - - - - - - - -
9 18.2 14.7 9.7 4.8 - - - - - - - - -

10 29.8 26.3 21.3 16.4 11.4 6.4 1.4 - - - - - -
11 41.4 37.9 32.9 28.0 23.0 18.0 13.0 8.0 3.0 - - - -
12 53.0 49.5 44.5 39.6 34.6 29.6 24.6 19.6 14.6 9.6 4.7 - -
13 64.6 61.1 56.1 51.2 46.2 41.2 36.2 31.2 26.2 21.2 16.3 6.3 -
14 76.2 72.7 67.7 62.8 57.8 52.8 47.8 42.8 37.8 32.8 27.9 17.9 7.9
15 87.8 84.3 79.3 74.4 69.4 64.4 59.4 54.4 49.4 44.4 39.5 29.5 19.5
16 99.4 95.9 90.9 86.0 81.0 76.0 71.0 66.0 61.0 56.0 51.1 41.1 31.1
17 111.0 107.5 102.5 97.6 92.6 87.6 82.6 77.6 72.6 67.6 62.7 52.7 42.7
18 120.0 119.1 114.1 109.2 104.2 99.2 94.2 89.2 84.2 79.2 74.3 64.3 54.3
19 120.0 120.0 120.0 120.0 115.8 110.8 105.8 100.8 95.8 90.8 85.9 75.9 65.9
20 120.0 120.0 120.0 120.0 120.0 120.0 117.4 112.4 107.4 102.4 97.5 87.5 77.5
21 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 119.0 114.0 109.1 99.1 89.1
22 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 110.7 100.7
23 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 112.3
24 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
25 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
26 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
27 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
28 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
29 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
30 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
31 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
32 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
33 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
34 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
35 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
36 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
37 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
38 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
39 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
40 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
41 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
42 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
43 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
44 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
45 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
46 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
47 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
48 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
49 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
50 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
55 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
60 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
65 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
70 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
75 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
80 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
85 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
90 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
95 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0

100 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
110 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
120 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
130 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
140 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
150 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
160 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
170 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
180 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
190 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
200 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0 120.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 25.6 HP
5 - - - - - -
6 - - - - - -
7 - - - - - -
8 - - - - - -
9 - - - - - -

10 - - - - - -
11 - - - - - -
12 - - - - - -
13 - - - - - -
14 - - - - - -
15 9.5 - - - - -
16 21.1 11.2 1.2 - - -
17 32.7 22.8 12.8 2.8 - -
18 44.3 34.4 24.4 14.4 4.5 -
19 55.9 46.0 36.0 26.0 16.1 8.1
20 67.5 57.6 47.6 37.6 27.7 19.7
21 79.1 69.2 59.2 49.2 39.3 31.3
22 90.7 80.8 70.8 60.8 50.9 42.9
23 102.3 92.4 82.4 72.4 62.5 54.5
24 113.9 104.0 94.0 84.0 74.1 66.1
25 120.0 115.6 105.6 95.6 85.7 77.7
26 120.0 120.0 117.2 107.2 97.3 89.3
27 120.0 120.0 120.0 118.8 108.9 100.9
28 120.0 120.0 120.0 120.0 120.0 112.5
29 120.0 120.0 120.0 120.0 120.0 120.0
30 120.0 120.0 120.0 120.0 120.0 120.0
31 120.0 120.0 120.0 120.0 120.0 120.0
32 120.0 120.0 120.0 120.0 120.0 120.0
33 120.0 120.0 120.0 120.0 120.0 120.0
34 120.0 120.0 120.0 120.0 120.0 120.0
35 120.0 120.0 120.0 120.0 120.0 120.0
36 120.0 120.0 120.0 120.0 120.0 120.0
37 120.0 120.0 120.0 120.0 120.0 120.0
38 120.0 120.0 120.0 120.0 120.0 120.0
39 120.0 120.0 120.0 120.0 120.0 120.0
40 120.0 120.0 120.0 120.0 120.0 120.0
41 120.0 120.0 120.0 120.0 120.0 120.0
42 120.0 120.0 120.0 120.0 120.0 120.0
43 120.0 120.0 120.0 120.0 120.0 120.0
44 120.0 120.0 120.0 120.0 120.0 120.0
45 120.0 120.0 120.0 120.0 120.0 120.0
46 120.0 120.0 120.0 120.0 120.0 120.0
47 120.0 120.0 120.0 120.0 120.0 120.0
48 120.0 120.0 120.0 120.0 120.0 120.0
49 120.0 120.0 120.0 120.0 120.0 120.0
50 120.0 120.0 120.0 120.0 120.0 120.0
55 120.0 120.0 120.0 120.0 120.0 120.0
60 120.0 120.0 120.0 120.0 120.0 120.0
65 120.0 120.0 120.0 120.0 120.0 120.0
70 120.0 120.0 120.0 120.0 120.0 120.0
75 120.0 120.0 120.0 120.0 120.0 120.0
80 120.0 120.0 120.0 120.0 120.0 120.0
85 120.0 120.0 120.0 120.0 120.0 120.0
90 120.0 120.0 120.0 120.0 120.0 120.0
95 120.0 120.0 120.0 120.0 120.0 120.0

100 120.0 120.0 120.0 120.0 120.0 120.0
110 120.0 120.0 120.0 120.0 120.0 120.0
120 120.0 120.0 120.0 120.0 120.0 120.0
130 120.0 120.0 120.0 120.0 120.0 120.0
140 120.0 120.0 120.0 120.0 120.0 120.0
150 120.0 120.0 120.0 120.0 120.0 120.0
160 120.0 120.0 120.0 120.0 120.0 120.0
170 120.0 120.0 120.0 120.0 120.0 120.0
180 120.0 120.0 120.0 120.0 120.0 120.0
190 120.0 120.0 120.0 120.0 120.0 120.0
200 120.0 120.0 120.0 120.0 120.0 120.0
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■ Flow Selector unit Single-port type (4 HP and 6.4 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 13.1 9.6 4.6 - - - - -
8 27.2 23.7 18.8 13.8 8.8 3.8 - -
9 41.4 37.9 32.9 28.0 23.0 18.0 13.0 11.0

10 50.0 50.0 47.1 42.1 37.1 32.2 27.2 25.2
11 50.0 50.0 50.0 50.0 50.0 46.3 41.4 39.4
12 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
13 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
14 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
15 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
16 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
17 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
18 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
19 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
20 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
21 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
22 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
23 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
24 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
25 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
26 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
27 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
28 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
29 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
30 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
31 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
32 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
33 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
34 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
35 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
36 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
37 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
38 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
39 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
40 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
41 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
42 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
43 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
44 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
45 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
46 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
47 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
48 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
49 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
50 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
55 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
60 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
65 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
70 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 - - - - - - - -
8 6.6 3.1 - - - - - -
9 18.2 14.7 9.7 4.8 - - - -

10 29.8 26.3 21.3 16.4 11.4 6.4 1.4 -
11 41.4 37.9 32.9 28.0 23.0 18.0 13.0 11.0
12 50.0 49.5 44.5 39.6 34.6 29.6 24.6 22.6
13 50.0 50.0 50.0 50.0 46.2 41.2 36.2 34.2
14 50.0 50.0 50.0 50.0 50.0 50.0 47.8 45.8
15 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
16 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
17 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
18 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
19 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
20 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
21 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
22 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
23 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
24 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
25 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
26 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
27 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
28 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
29 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
30 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
31 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
32 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
33 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
34 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
35 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
36 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
37 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
38 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
39 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
40 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
41 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
42 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
43 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
44 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
45 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
46 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
47 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
48 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
49 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
50 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
55 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
60 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
65 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
70 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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■ Flow Selector unit Single-port type (10 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP
5 - - - - - - - - - - -
6 - - - - - - - - - - -
7 8.0 5.9 2.8 - - - - - - - -
8 16.8 14.6 11.6 8.5 5.4 2.3 - - - - -
9 25.5 23.4 20.3 17.2 14.2 11.1 8.0 4.9 1.8 - -

10 34.3 32.1 29.1 26.0 22.9 19.8 16.7 13.7 10.6 7.5 4.4
11 43.0 40.9 37.8 34.7 31.6 28.6 25.5 22.4 19.3 16.3 13.2
12 50.0 49.6 46.5 43.5 40.4 37.3 34.2 31.2 28.1 25.0 21.9
13 50.0 50.0 50.0 50.0 49.1 46.1 43.0 39.9 36.8 33.8 30.7
14 50.0 50.0 50.0 50.0 50.0 50.0 50.0 48.7 45.6 42.5 39.4
15 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 48.2
16 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
17 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
18 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
19 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
20 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
21 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
22 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
23 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
24 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
25 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
26 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
27 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
28 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
29 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
30 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
31 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
32 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
33 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
34 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
35 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
36 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
37 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
38 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
39 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
40 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
41 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
42 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
43 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
44 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
45 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
46 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
47 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
48 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
49 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
50 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
55 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
60 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
65 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
70 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP
5 - - - - - - - - - - -
6 - - - - - - - - - - -
7 - - - - - - - - - - -
8 4.1 1.9 - - - - - - - - -
9 11.2 9.1 6.0 2.9 - - - - - - -

10 18.4 16.2 13.1 10.1 7.0 3.9 0.8 - - - -
11 25.5 23.4 20.3 17.2 14.2 11.1 8.0 4.9 1.8 - -
12 32.7 30.5 27.5 24.4 21.3 18.2 15.2 12.1 9.0 5.9 2.9
13 39.8 37.7 34.6 31.5 28.5 25.4 22.3 19.2 16.2 13.1 10.0
14 47.0 44.9 41.8 38.7 35.6 32.5 29.5 26.4 23.3 20.2 17.2
15 50.0 50.0 48.9 45.9 42.8 39.7 36.6 33.6 30.5 27.4 24.3
16 50.0 50.0 50.0 50.0 49.9 46.9 43.8 40.7 37.6 34.6 31.5
17 50.0 50.0 50.0 50.0 50.0 50.0 50.0 47.9 44.8 41.7 38.6
18 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 48.9 45.8
19 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
20 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
21 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
22 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
23 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
24 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
25 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
26 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
27 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
28 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
29 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
30 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
31 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
32 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
33 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
34 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
35 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
36 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
37 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
38 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
39 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
40 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
41 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
42 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
43 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
44 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
45 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
46 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
47 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
48 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
49 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
50 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
55 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
60 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
65 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
70 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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○ Setting up the CODE No. [107] to 1 (Pump-down operation)
■ Shut-off Valve unit (4 HP type)
□ In case that connection pipe length on the downstream side is 10 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

□ In case that connection pipe length on the downstream side is 100 m.

□ In case that connection pipe length on the downstream side is 200 m.
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□ In case that connection pipe length on the downstream side is 300 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

□ In case that connection pipe length on the downstream side is 400 m.

□ In case that connection pipe length on the downstream side is 500 m.
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■ Shut-off Valve unit (6.4 HP type)
□ In case that connection pipe length on the downstream side is 10 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

□ In case that connection pipe length on the downstream side is 100 m.

□ In case that connection pipe length on the downstream side is 200 m.
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□ In case that connection pipe length on the downstream side is 300 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

□ In case that connection pipe length on the downstream side is 400 m.

□ In case that connection pipe length on the downstream side is 500 m.
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■ Shut-off Valve unit (24 HP type)
□ In case that connection pipe length on the downstream side is 10 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

□ In case that connection pipe length on the downstream side is 100 m.

□ In case that connection pipe length on the downstream side is 200 m.
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□ In case that connection pipe length on the downstream side is 300 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation 
permitted

Installation permitted

Installation 
permitted

Installation 
permitted

□ In case that connection pipe length on the downstream side is 400 m.

□ In case that connection pipe length on the downstream side is 500 m.
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■ Shut-off Valve unit (4 HP and 6.4 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 13.1 9.6 4.6 - - - - -
8 27.2 23.7 18.8 13.8 8.8 3.8 - -
9 41.4 37.9 32.9 28.0 23.0 18.0 13.0 11.0

10 55.6 52.1 47.1 42.1 37.1 32.2 27.2 25.2
11 69.8 66.3 61.3 56.3 51.3 46.3 41.4 39.4
12 83.9 80.5 75.5 70.5 65.5 60.5 55.5 53.5
13 98.1 94.6 89.7 84.7 79.7 74.7 69.7 67.7
14 112.3 108.8 103.8 98.8 93.9 88.9 83.9 81.9
15 126.5 123.0 118.0 113.0 108.0 103.0 98.1 96.1
16 140.7 137.2 132.2 127.2 122.2 117.2 112.2 110.2
17 154.8 151.3 146.4 141.4 136.4 131.4 126.4 124.4
18 169.0 165.5 160.5 155.6 150.6 145.6 140.6 138.6
19 183.2 179.7 174.7 169.7 164.7 159.8 154.8 152.8
20 197.4 193.9 188.9 183.9 178.9 173.9 169.0 167.0
21 211.5 208.1 203.1 198.1 193.1 188.1 183.1 181.1
22 225.7 222.2 217.3 212.3 207.3 202.3 197.3 195.3
23 239.9 236.4 231.4 226.4 221.5 216.5 211.5 209.5
24 254.1 250.6 245.6 240.6 235.6 230.6 225.7 223.7
25 268.3 264.8 259.8 254.8 249.8 244.8 239.8 237.8
26 282.4 278.9 274.0 269.0 264.0 259.0 254.0 252.0
27 296.6 293.1 288.1 283.2 278.2 273.2 268.2 266.2
28 310.8 307.3 302.3 297.3 292.3 287.4 282.4 280.4
29 325.0 321.5 316.5 311.5 306.5 301.5 296.6 294.6
30 339.1 335.7 330.7 325.7 320.7 315.7 310.7 308.7
31 353.3 349.8 344.9 339.9 334.9 329.9 324.9 322.9
32 367.5 364.0 359.0 354.0 349.1 344.1 339.1 337.1
33 381.7 378.2 373.2 368.2 363.2 358.2 353.3 351.3
34 395.9 392.4 387.4 382.4 377.4 372.4 367.4 365.4
35 410.0 406.5 401.6 396.6 391.6 386.6 381.6 379.6
36 424.2 420.7 415.7 410.8 405.8 400.8 395.8 393.8
37 438.4 434.9 429.9 424.9 419.9 415.0 410.0 408.0
38 452.6 449.1 444.1 439.1 434.1 429.1 424.2 422.2
39 466.7 463.3 458.3 453.3 448.3 443.3 438.3 436.3
40 480.9 477.4 472.5 467.5 462.5 457.5 452.5 450.5
41 495.1 491.6 486.6 481.6 476.7 471.7 466.7 464.7
42 500.0 500.0 500.0 495.8 490.8 485.8 480.9 478.9
43 500.0 500.0 500.0 500.0 500.0 500.0 495.0 493.0
44 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
45 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
46 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
47 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
48 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
49 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
50 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
55 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
60 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
65 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
70 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
75 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
80 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
85 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
90 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
95 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0

100 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
110 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
120 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
130 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
140 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
150 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
160 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
170 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
180 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
190 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
200 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 - - - - - - - -
8 6.6 3.1 - - - - - -
9 18.2 14.7 9.7 4.8 - - - -

10 29.8 26.3 21.3 16.4 11.4 6.4 1.4 -
11 41.4 37.9 32.9 28.0 23.0 18.0 13.0 11.0
12 53.0 49.5 44.5 39.6 34.6 29.6 24.6 22.6
13 64.6 61.1 56.1 51.2 46.2 41.2 36.2 34.2
14 76.2 72.7 67.7 62.8 57.8 52.8 47.8 45.8
15 87.8 84.3 79.3 74.4 69.4 64.4 59.4 57.4
16 99.4 95.9 90.9 86.0 81.0 76.0 71.0 69.0
17 111.0 107.5 102.5 97.6 92.6 87.6 82.6 80.6
18 122.6 119.1 114.1 109.2 104.2 99.2 94.2 92.2
19 134.2 130.7 125.7 120.8 115.8 110.8 105.8 103.8
20 145.8 142.3 137.3 132.4 127.4 122.4 117.4 115.4
21 157.4 153.9 148.9 144.0 139.0 134.0 129.0 127.0
22 169.0 165.5 160.5 155.6 150.6 145.6 140.6 138.6
23 180.6 177.1 172.1 167.2 162.2 157.2 152.2 150.2
24 192.2 188.7 183.7 178.8 173.8 168.8 163.8 161.8
25 203.8 200.3 195.3 190.4 185.4 180.4 175.4 173.4
26 215.4 211.9 206.9 202.0 197.0 192.0 187.0 185.0
27 227.0 223.5 218.5 213.6 208.6 203.6 198.6 196.6
28 238.6 235.1 230.1 225.2 220.2 215.2 210.2 208.2
29 250.2 246.7 241.7 236.8 231.8 226.8 221.8 219.8
30 261.8 258.3 253.3 248.4 243.4 238.4 233.4 231.4
31 273.4 269.9 264.9 260.0 255.0 250.0 245.0 243.0
32 285.0 281.5 276.5 271.6 266.6 261.6 256.6 254.6
33 296.6 293.1 288.1 283.2 278.2 273.2 268.2 266.2
34 308.2 304.7 299.7 294.8 289.8 284.8 279.8 277.8
35 319.8 316.3 311.3 306.4 301.4 296.4 291.4 289.4
36 331.4 327.9 322.9 318.0 313.0 308.0 303.0 301.0
37 343.0 339.5 334.5 329.6 324.6 319.6 314.6 312.6
38 354.6 351.1 346.1 341.2 336.2 331.2 326.2 324.2
39 366.2 362.7 357.7 352.8 347.8 342.8 337.8 335.8
40 377.8 374.3 369.3 364.4 359.4 354.4 349.4 347.4
41 389.4 385.9 380.9 376.0 371.0 366.0 361.0 359.0
42 401.0 397.5 392.5 387.6 382.6 377.6 372.6 370.6
43 412.6 409.1 404.1 399.2 394.2 389.2 384.2 382.2
44 424.2 420.7 415.7 410.8 405.8 400.8 395.8 393.8
45 435.8 432.3 427.3 422.4 417.4 412.4 407.4 405.4
46 447.4 443.9 438.9 434.0 429.0 424.0 419.0 417.0
47 459.0 455.5 450.5 445.6 440.6 435.6 430.6 428.6
48 470.6 467.1 462.1 457.2 452.2 447.2 442.2 440.2
49 482.2 478.7 473.7 468.8 463.8 458.8 453.8 451.8
50 493.8 490.3 485.3 480.4 475.4 470.4 465.4 463.4
55 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
60 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
65 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
70 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
75 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
80 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
85 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
90 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
95 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0

100 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
110 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
120 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
130 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
140 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
150 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
160 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
170 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
180 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
190 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
200 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
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■ Shut-off Valve unit (24 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 4.5 3.3 1.5 - - - - - - - - - -
8 9.4 8.2 6.4 4.7 3.0 1.3 - - - - - - -
9 14.3 13.1 11.3 9.6 7.9 6.2 4.5 2.7 1.0 - - - -

10 19.1 17.9 16.2 14.5 12.8 11.1 9.3 7.6 5.9 4.2 2.5 - -
11 24.0 22.8 21.1 19.4 17.7 16.0 14.2 12.5 10.8 9.1 7.4 3.9 0.5
12 28.9 27.7 26.0 24.3 22.6 20.8 19.1 17.4 15.7 14.0 12.2 8.8 5.4
13 33.8 32.6 30.9 29.2 27.5 25.7 24.0 22.3 20.6 18.9 17.1 13.7 10.3
14 38.7 37.5 35.8 34.1 32.3 30.6 28.9 27.2 25.5 23.7 22.0 18.6 15.1
15 43.6 42.4 40.7 39.0 37.2 35.5 33.8 32.1 30.4 28.6 26.9 23.5 20.0
16 48.5 47.3 45.6 43.9 42.1 40.4 38.7 37.0 35.3 33.5 31.8 28.4 24.9
17 53.4 52.2 50.5 48.7 47.0 45.3 43.6 41.9 40.1 38.4 36.7 33.3 29.8
18 58.3 57.1 55.4 53.6 51.9 50.2 48.5 46.8 45.0 43.3 41.6 38.2 34.7
19 63.2 62.0 60.2 58.5 56.8 55.1 53.4 51.6 49.9 48.2 46.5 43.0 39.6
20 68.1 66.9 65.1 63.4 61.7 60.0 58.3 56.5 54.8 53.1 51.4 47.9 44.5
21 73.0 71.7 70.0 68.3 66.6 64.9 63.1 61.4 59.7 58.0 56.3 52.8 49.4
22 77.8 76.6 74.9 73.2 71.5 69.8 68.0 66.3 64.6 62.9 61.2 57.7 54.3
23 82.7 81.5 79.8 78.1 76.4 74.7 72.9 71.2 69.5 67.8 66.1 62.6 59.2
24 87.6 86.4 84.7 83.0 81.3 79.5 77.8 76.1 74.4 72.7 70.9 67.5 64.1
25 92.5 91.3 89.6 87.9 86.2 84.4 82.7 81.0 79.3 77.6 75.8 72.4 69.0
26 97.4 96.2 94.5 92.8 91.0 89.3 87.6 85.9 84.2 82.4 80.7 77.3 73.8
27 102.3 101.1 99.4 97.7 95.9 94.2 92.5 90.8 89.1 87.3 85.6 82.2 78.7
28 107.2 106.0 104.3 102.5 100.8 99.1 97.4 95.7 93.9 92.2 90.5 87.1 83.6
29 112.1 110.9 109.2 107.4 105.7 104.0 102.3 100.6 98.8 97.1 95.4 92.0 88.5
30 117.0 115.8 114.1 112.3 110.6 108.9 107.2 105.5 103.7 102.0 100.3 96.9 93.4
31 121.9 120.7 118.9 117.2 115.5 113.8 112.1 110.3 108.6 106.9 105.2 101.7 98.3
32 126.8 125.6 123.8 122.1 120.4 118.7 117.0 115.2 113.5 111.8 110.1 106.6 103.2
33 131.7 130.4 128.7 127.0 125.3 123.6 121.8 120.1 118.4 116.7 115.0 111.5 108.1
34 136.5 135.3 133.6 131.9 130.2 128.5 126.7 125.0 123.3 121.6 119.9 116.4 113.0
35 141.4 140.2 138.5 136.8 135.1 133.3 131.6 129.9 128.2 126.5 124.7 121.3 117.9
36 146.3 145.1 143.4 141.7 140.0 138.2 136.5 134.8 133.1 131.4 129.6 126.2 122.8
37 151.2 150.0 148.3 146.6 144.9 143.1 141.4 139.7 138.0 136.3 134.5 131.1 127.7
38 156.1 154.9 153.2 151.5 149.7 148.0 146.3 144.6 142.9 141.1 139.4 136.0 132.5
39 161.0 159.8 158.1 156.4 154.6 152.9 151.2 149.5 147.8 146.0 144.3 140.9 137.4
40 165.9 164.7 163.0 161.2 159.5 157.8 156.1 154.4 152.6 150.9 149.2 145.8 142.3
41 170.8 169.6 167.9 166.1 164.4 162.7 161.0 159.3 157.5 155.8 154.1 150.7 147.2
42 175.7 174.5 172.8 171.0 169.3 167.6 165.9 164.1 162.4 160.7 159.0 155.5 152.1
43 180.6 179.4 177.6 175.9 174.2 172.5 170.8 169.0 167.3 165.6 163.9 160.4 157.0
44 185.5 184.3 182.5 180.8 179.1 177.4 175.7 173.9 172.2 170.5 168.8 165.3 161.9
45 190.3 189.1 187.4 185.7 184.0 182.3 180.5 178.8 177.1 175.4 173.7 170.2 166.8
46 195.2 194.0 192.3 190.6 188.9 187.2 185.4 183.7 182.0 180.3 178.6 175.1 171.7
47 200.1 198.9 197.2 195.5 193.8 192.0 190.3 188.6 186.9 185.2 183.4 180.0 176.6
48 205.0 203.8 202.1 200.4 198.7 196.9 195.2 193.5 191.8 190.1 188.3 184.9 181.5
49 209.9 208.7 207.0 205.3 203.6 201.8 200.1 198.4 196.7 194.9 193.2 189.8 186.3
50 214.8 213.6 211.9 210.2 208.4 206.7 205.0 203.3 201.6 199.8 198.1 194.7 191.2
55 239.3 238.1 236.3 234.6 232.9 231.2 229.5 227.7 226.0 224.3 222.6 219.1 215.7
60 263.7 262.5 260.8 259.1 257.4 255.6 253.9 252.2 250.5 248.8 247.0 243.6 240.2
65 288.2 287.0 285.3 283.5 281.8 280.1 278.4 276.7 274.9 273.2 271.5 268.1 264.6
70 312.6 311.4 309.7 308.0 306.3 304.6 302.8 301.1 299.4 297.7 296.0 292.5 289.1
75 337.1 335.9 334.2 332.4 330.7 329.0 327.3 325.6 323.8 322.1 320.4 317.0 313.5
80 361.5 360.3 358.6 356.9 355.2 353.5 351.7 350.0 348.3 346.6 344.9 341.4 338.0
85 386.0 384.8 383.1 381.4 379.6 377.9 376.2 374.5 372.8 371.0 369.3 365.9 362.4
90 410.5 409.3 407.5 405.8 404.1 402.4 400.7 398.9 397.2 395.5 393.8 390.3 386.9
95 434.9 433.7 432.0 430.3 428.6 426.8 425.1 423.4 421.7 420.0 418.2 414.8 411.4

100 459.4 458.2 456.5 454.7 453.0 451.3 449.6 447.9 446.1 444.4 442.7 439.3 435.8
110 500.0 500.0 500.0 500.0 500.0 500.0 498.5 496.8 495.0 493.3 491.6 488.2 484.7
120 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
130 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
140 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
150 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
160 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
170 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
180 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
190 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
200 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 28 HP 32 HP 32.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 - - - - - - - -
8 - - - - - - - -
9 - - - - - - - -

10 - - - - - - - -
11 - - - - - - - -
12 1.9 - - - - - - -
13 6.8 3.4 - - - - - -
14 11.7 8.3 4.8 1.4 - - - -
15 16.6 13.2 9.7 6.3 2.8 - - -
16 21.5 18.1 14.6 11.2 7.7 0.8 - -
17 26.4 22.9 19.5 16.1 12.6 5.7 - -
18 31.3 27.8 24.4 21.0 17.5 10.6 3.8 3.1 
19 36.2 32.7 29.3 25.8 22.4 15.5 8.6 8.0 
20 41.1 37.6 34.2 30.7 27.3 20.4 13.5 12.9 
21 45.9 42.5 39.1 35.6 32.2 25.3 18.4 17.8 
22 50.8 47.4 44.0 40.5 37.1 30.2 23.3 22.7 
23 55.7 52.3 48.9 45.4 42.0 35.1 28.2 27.6 
24 60.6 57.2 53.7 50.3 46.9 40.0 33.1 32.5 
25 65.5 62.1 58.6 55.2 51.8 44.9 38.0 37.4 
26 70.4 67.0 63.5 60.1 56.6 49.8 42.9 42.2 
27 75.3 71.9 68.4 65.0 61.5 54.7 47.8 47.1 
28 80.2 76.7 73.3 69.9 66.4 59.5 52.7 52.0 
29 85.1 81.6 78.2 74.8 71.3 64.4 57.6 56.9 
30 90.0 86.5 83.1 79.7 76.2 69.3 62.4 61.8 
31 94.9 91.4 88.0 84.5 81.1 74.2 67.3 66.7 
32 99.8 96.3 92.9 89.4 86.0 79.1 72.2 71.6 
33 104.6 101.2 97.8 94.3 90.9 84.0 77.1 76.5 
34 109.5 106.1 102.7 99.2 95.8 88.9 82.0 81.4 
35 114.4 111.0 107.5 104.1 100.7 93.8 86.9 86.3 
36 119.3 115.9 112.4 109.0 105.6 98.7 91.8 91.2 
37 124.2 120.8 117.3 113.9 110.5 103.6 96.7 96.1 
38 129.1 125.7 122.2 118.8 115.3 108.5 101.6 100.9 
39 134.0 130.6 127.1 123.7 120.2 113.4 106.5 105.8 
40 138.9 135.4 132.0 128.6 125.1 118.2 111.4 110.7 
41 143.8 140.3 136.9 133.5 130.0 123.1 116.3 115.6 
42 148.7 145.2 141.8 138.3 134.9 128.0 121.1 120.5 
43 153.6 150.1 146.7 143.2 139.8 132.9 126.0 125.4 
44 158.5 155.0 151.6 148.1 144.7 137.8 130.9 130.3 
45 163.3 159.9 156.5 153.0 149.6 142.7 135.8 135.2 
46 168.2 164.8 161.4 157.9 154.5 147.6 140.7 140.1 
47 173.1 169.7 166.2 162.8 159.4 152.5 145.6 145.0 
48 178.0 174.6 171.1 167.7 164.3 157.4 150.5 149.9 
49 182.9 179.5 176.0 172.6 169.1 162.3 155.4 154.7 
50 187.8 184.4 180.9 177.5 174.0 167.2 160.3 159.6 
55 212.3 208.8 205.4 201.9 198.5 191.6 184.7 184.1 
60 236.7 233.3 229.8 226.4 223.0 216.1 209.2 208.6 
65 261.2 257.7 254.3 250.9 247.4 240.5 233.7 233.0 
70 285.6 282.2 278.7 275.3 271.9 265.0 258.1 257.5 
75 310.1 306.6 303.2 299.8 296.3 289.4 282.6 281.9 
80 334.5 331.1 327.7 324.2 320.8 313.9 307.0 306.4 
85 359.0 355.6 352.1 348.7 345.2 338.4 331.5 330.8 
90 383.5 380.0 376.6 373.1 369.7 362.8 355.9 355.3 
95 407.9 404.5 401.0 397.6 394.2 387.3 380.4 379.8 

100 432.4 428.9 425.5 422.1 418.6 411.7 404.9 404.2 
110 481.3 477.8 474.4 471.0 467.5 460.6 453.8 453.1 
120 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
130 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
140 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
150 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
160 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
170 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
180 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
190 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
200 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 - - - - - - - - - - - - -
8 2.2 1.0 - - - - - - - - - - -
9 6.3 5.0 3.3 1.6 - - - - - - - - -

10 10.3 9.0 7.3 5.6 3.9 2.2 0.4 - - - - - -
11 14.3 13.1 11.3 9.6 7.9 6.2 4.5 2.7 1.0 - - - -
12 18.3 17.1 15.3 13.6 11.9 10.2 8.5 6.7 5.0 3.3 1.6 - -
13 22.3 21.1 19.3 17.6 15.9 14.2 12.5 10.7 9.0 7.3 5.6 2.1 -
14 26.3 25.1 23.3 21.6 19.9 18.2 16.5 14.7 13.0 11.3 9.6 6.1 2.7
15 30.3 29.1 27.3 25.6 23.9 22.2 20.5 18.7 17.0 15.3 13.6 10.1 6.7
16 34.3 33.1 31.3 29.6 27.9 26.2 24.5 22.7 21.0 19.3 17.6 14.1 10.7
17 38.3 37.1 35.3 33.6 31.9 30.2 28.5 26.7 25.0 23.3 21.6 18.1 14.7
18 42.3 41.1 39.3 37.6 35.9 34.2 32.5 30.7 29.0 27.3 25.6 22.1 18.7
19 46.3 45.1 43.3 41.6 39.9 38.2 36.5 34.7 33.0 31.3 29.6 26.1 22.7
20 50.3 49.1 47.4 45.6 43.9 42.2 40.5 38.8 37.0 35.3 33.6 30.1 26.7
21 54.3 53.1 51.4 49.6 47.9 46.2 44.5 42.8 41.0 39.3 37.6 34.2 30.7
22 58.3 57.1 55.4 53.6 51.9 50.2 48.5 46.8 45.0 43.3 41.6 38.2 34.7
23 62.3 61.1 59.4 57.6 55.9 54.2 52.5 50.8 49.0 47.3 45.6 42.2 38.7
24 66.3 65.1 63.4 61.6 59.9 58.2 56.5 54.8 53.0 51.3 49.6 46.2 42.7
25 70.3 69.1 67.4 65.6 63.9 62.2 60.5 58.8 57.0 55.3 53.6 50.2 46.7
26 74.3 73.1 71.4 69.6 67.9 66.2 64.5 62.8 61.0 59.3 57.6 54.2 50.7
27 78.3 77.1 75.4 73.6 71.9 70.2 68.5 66.8 65.0 63.3 61.6 58.2 54.7
28 82.3 81.1 79.4 77.6 75.9 74.2 72.5 70.8 69.0 67.3 65.6 62.2 58.7
29 86.3 85.1 83.4 81.6 79.9 78.2 76.5 74.8 73.0 71.3 69.6 66.2 62.7
30 90.3 89.1 87.4 85.7 83.9 82.2 80.5 78.8 77.1 75.3 73.6 70.2 66.7
31 94.3 93.1 91.4 89.7 87.9 86.2 84.5 82.8 81.1 79.3 77.6 74.2 70.7
32 98.3 97.1 95.4 93.7 91.9 90.2 88.5 86.8 85.1 83.3 81.6 78.2 74.7
33 102.3 101.1 99.4 97.7 95.9 94.2 92.5 90.8 89.1 87.3 85.6 82.2 78.7
34 106.3 105.1 103.4 101.7 99.9 98.2 96.5 94.8 93.1 91.3 89.6 86.2 82.7
35 110.3 109.1 107.4 105.7 103.9 102.2 100.5 98.8 97.1 95.3 93.6 90.2 86.7
36 114.3 113.1 111.4 109.7 107.9 106.2 104.5 102.8 101.1 99.3 97.6 94.2 90.7
37 118.3 117.1 115.4 113.7 111.9 110.2 108.5 106.8 105.1 103.3 101.6 98.2 94.7
38 122.3 121.1 119.4 117.7 115.9 114.2 112.5 110.8 109.1 107.3 105.6 102.2 98.7
39 126.3 125.1 123.4 121.7 120.0 118.2 116.5 114.8 113.1 111.4 109.6 106.2 102.7
40 130.3 129.1 127.4 125.7 124.0 122.2 120.5 118.8 117.1 115.4 113.6 110.2 106.8
41 134.3 133.1 131.4 129.7 128.0 126.2 124.5 122.8 121.1 119.4 117.6 114.2 110.8
42 138.3 137.1 135.4 133.7 132.0 130.2 128.5 126.8 125.1 123.4 121.6 118.2 114.8
43 142.3 141.1 139.4 137.7 136.0 134.2 132.5 130.8 129.1 127.4 125.6 122.2 118.8
44 146.3 145.1 143.4 141.7 140.0 138.2 136.5 134.8 133.1 131.4 129.6 126.2 122.8
45 150.3 149.1 147.4 145.7 144.0 142.2 140.5 138.8 137.1 135.4 133.6 130.2 126.8
46 154.3 153.1 151.4 149.7 148.0 146.2 144.5 142.8 141.1 139.4 137.6 134.2 130.8
47 158.3 157.1 155.4 153.7 152.0 150.2 148.5 146.8 145.1 143.4 141.6 138.2 134.8
48 162.3 161.1 159.4 157.7 156.0 154.2 152.5 150.8 149.1 147.4 145.6 142.2 138.8
49 166.3 165.1 163.4 161.7 160.0 158.3 156.5 154.8 153.1 151.4 149.7 146.2 142.8
50 170.3 169.1 167.4 165.7 164.0 162.3 160.5 158.8 157.1 155.4 153.7 150.2 146.8
55 190.3 189.1 187.4 185.7 184.0 182.3 180.5 178.8 177.1 175.4 173.7 170.2 166.8
60 210.4 209.2 207.4 205.7 204.0 202.3 200.6 198.8 197.1 195.4 193.7 190.2 186.8
65 230.4 229.2 227.4 225.7 224.0 222.3 220.6 218.8 217.1 215.4 213.7 210.2 206.8
70 250.4 249.2 247.5 245.7 244.0 242.3 240.6 238.9 237.1 235.4 233.7 230.3 226.8
75 270.4 269.2 267.5 265.7 264.0 262.3 260.6 258.9 257.1 255.4 253.7 250.3 246.8
80 290.4 289.2 287.5 285.8 284.0 282.3 280.6 278.9 277.2 275.4 273.7 270.3 266.8
85 310.4 309.2 307.5 305.8 304.0 302.3 300.6 298.9 297.2 295.4 293.7 290.3 286.8
90 330.4 329.2 327.5 325.8 324.1 322.3 320.6 318.9 317.2 315.5 313.7 310.3 306.9
95 350.4 349.2 347.5 345.8 344.1 342.3 340.6 338.9 337.2 335.5 333.7 330.3 326.9

100 370.4 369.2 367.5 365.8 364.1 362.4 360.6 358.9 357.2 355.5 353.8 350.3 346.9
110 410.5 409.3 407.5 405.8 404.1 402.4 400.7 398.9 397.2 395.5 393.8 390.3 386.9
120 450.5 449.3 447.6 445.8 444.1 442.4 440.7 439.0 437.2 435.5 433.8 430.4 426.9
130 490.5 489.3 487.6 485.9 484.1 482.4 480.7 479.0 477.3 475.5 473.8 470.4 466.9
140 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
150 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
160 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
170 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
180 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
190 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
200 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 28 HP 32 HP 32.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 - - - - - - - -
8 - - - - - - - -
9 - - - - - - - -

10 - - - - - - - -
11 - - - - - - - -
12 - - - - - - - -
13 - - - - - - - -
14 - - - - - - - -
15 3.3 - - - - - - -
16 7.3 3.8 0.4 - - - - -
17 11.3 7.8 4.4 0.9 - - - -
18 15.3 11.8 8.4 4.9 1.5 - - -
19 19.3 15.8 12.4 8.9 5.5 - - -
20 23.3 19.8 16.4 12.9 9.5 2.6 - -
21 27.3 23.8 20.4 17.0 13.5 6.6 - -
22 31.3 27.8 24.4 21.0 17.5 10.6 3.8 3.1 
23 35.3 31.8 28.4 25.0 21.5 14.6 7.8 7.1 
24 39.3 35.8 32.4 29.0 25.5 18.6 11.8 11.1 
25 43.3 39.8 36.4 33.0 29.5 22.6 15.8 15.1 
26 47.3 43.8 40.4 37.0 33.5 26.6 19.8 19.1 
27 51.3 47.8 44.4 41.0 37.5 30.6 23.8 23.1 
28 55.3 51.8 48.4 45.0 41.5 34.6 27.8 27.1 
29 59.3 55.8 52.4 49.0 45.5 38.6 31.8 31.1 
30 63.3 59.9 56.4 53.0 49.5 42.6 35.8 35.1 
31 67.3 63.9 60.4 57.0 53.5 46.7 39.8 39.1 
32 71.3 67.9 64.4 61.0 57.5 50.7 43.8 43.1 
33 75.3 71.9 68.4 65.0 61.5 54.7 47.8 47.1 
34 79.3 75.9 72.4 69.0 65.5 58.7 51.8 51.1 
35 83.3 79.9 76.4 73.0 69.5 62.7 55.8 55.1 
36 87.3 83.9 80.4 77.0 73.5 66.7 59.8 59.1 
37 91.3 87.9 84.4 81.0 77.5 70.7 63.8 63.1 
38 95.3 91.9 88.4 85.0 81.5 74.7 67.8 67.1 
39 99.3 95.9 92.4 89.0 85.5 78.7 71.8 71.1 
40 103.3 99.9 96.4 93.0 89.6 82.7 75.8 75.2 
41 107.3 103.9 100.4 97.0 93.6 86.7 79.8 79.2 
42 111.3 107.9 104.4 101.0 97.6 90.7 83.8 83.2 
43 115.3 111.9 108.4 105.0 101.6 94.7 87.8 87.2 
44 119.3 115.9 112.4 109.0 105.6 98.7 91.8 91.2 
45 123.3 119.9 116.4 113.0 109.6 102.7 95.8 95.2 
46 127.3 123.9 120.4 117.0 113.6 106.7 99.8 99.2 
47 131.3 127.9 124.4 121.0 117.6 110.7 103.8 103.2 
48 135.3 131.9 128.4 125.0 121.6 114.7 107.8 107.2 
49 139.3 135.9 132.5 129.0 125.6 118.7 111.8 111.2 
50 143.3 139.9 136.5 133.0 129.6 122.7 115.8 115.2 
55 163.3 159.9 156.5 153.0 149.6 142.7 135.8 135.2 
60 183.4 179.9 176.5 173.0 169.6 162.7 155.8 155.2 
65 203.4 199.9 196.5 193.0 189.6 182.7 175.8 175.2 
70 223.4 219.9 216.5 213.1 209.6 202.7 195.9 195.2 
75 243.4 239.9 236.5 233.1 229.6 222.7 215.9 215.2 
80 263.4 260.0 256.5 253.1 249.6 242.8 235.9 235.2 
85 283.4 280.0 276.5 273.1 269.6 262.8 255.9 255.2 
90 303.4 300.0 296.5 293.1 289.7 282.8 275.9 275.3 
95 323.4 320.0 316.5 313.1 309.7 302.8 295.9 295.3 

100 343.4 340.0 336.6 333.1 329.7 322.8 315.9 315.3 
110 383.5 380.0 376.6 373.1 369.7 362.8 355.9 355.3 
120 423.5 420.0 416.6 413.2 409.7 402.8 396.0 395.3 
130 463.5 460.1 456.6 453.2 449.7 442.9 436.0 435.3 
140 500.0 500.0 496.6 493.2 489.8 482.9 476.0 475.4 
150 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
160 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
170 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
180 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
190 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
200 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0 
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○ Setting up the CODE No. [107] to 2 (Individual shut-off operation)
■ Flow Selector unit Single-port type (4 HP type) In case that connection pipe length on the downstream side is 10 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

■ Flow Selector unit Single-port type (6.4 HP type) In case that connection pipe length on the downstream side is 10 m.

■ Flow Selector unit Single-port type (10 HP type) In case that connection pipe length on the downstream side is 10 m.
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■ Flow Selector unit Single-port type (4 HP and 6.4 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 5.9 - - - - - - -
8 8.7 - - - - - - -
9 11.4 - - - - - - -

10 14.1 2.6 - - - - - -
11 16.8 5.3 - - - - - -
12 19.6 8.0 - - - - - -
13 22.3 10.8 - - - - - -
14 25.0 13.5 - - - - - -
15 27.7 16.2 - - - - - -
16 30.5 18.9 2.5 - - - - -
17 33.2 21.7 5.2 - - - - -
18 35.9 24.4 7.9 - - - - -
19 38.6 27.1 10.7 - - - - -
20 41.4 29.8 13.4 - - - - -
21 44.1 32.6 16.1 - - - - -
22 46.8 35.3 18.8 2.4 - - - -
23 49.5 38.0 21.6 5.1 - - - -
24 50.0 40.7 24.3 7.8 - - - -
25 50.0 43.5 27.0 10.6 - - - -
26 50.0 46.2 29.7 13.3 - - - -
27 50.0 48.9 32.4 16.0 - - - -
28 50.0 50.0 35.2 18.7 2.3 - - -
29 50.0 50.0 37.9 21.4 5.0 - - -
30 50.0 50.0 40.6 24.2 7.7 - - -
31 50.0 50.0 43.3 26.9 10.4 - - -
32 50.0 50.0 46.1 29.6 13.2 - - -
33 50.0 50.0 48.8 32.3 15.9 - - -
34 50.0 50.0 50.0 35.1 18.6 2.2 - -
35 50.0 50.0 50.0 37.8 21.3 4.9 - -
36 50.0 50.0 50.0 40.5 24.1 7.6 - -
37 50.0 50.0 50.0 43.2 26.8 10.3 - -
38 50.0 50.0 50.0 46.0 29.5 13.1 - -
39 50.0 50.0 50.0 48.7 32.2 15.8 - -
40 50.0 50.0 50.0 50.0 34.9 18.5 2.0 -
41 50.0 50.0 50.0 50.0 37.7 21.2 4.8 -
42 50.0 50.0 50.0 50.0 40.4 23.9 7.5 0.9
43 50.0 50.0 50.0 50.0 43.1 26.7 10.2 3.6
44 50.0 50.0 50.0 50.0 45.8 29.4 12.9 6.4
45 50.0 50.0 50.0 50.0 48.6 32.1 15.7 9.1
46 50.0 50.0 50.0 50.0 50.0 34.8 18.4 11.8
47 50.0 50.0 50.0 50.0 50.0 37.6 21.1 14.5
48 50.0 50.0 50.0 50.0 50.0 40.3 23.8 17.3
49 50.0 50.0 50.0 50.0 50.0 43.0 26.6 20.0
50 50.0 50.0 50.0 50.0 50.0 45.7 29.3 22.7
55 50.0 50.0 50.0 50.0 50.0 50.0 42.9 36.3
60 50.0 50.0 50.0 50.0 50.0 50.0 50.0 49.9
65 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
70 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
210 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
220 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
230 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
240 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
250 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 2.5 - - - - - - -
8 4.7 - - - - - - -
9 6.9 - - - - - - -

10 9.2 - - - - - - -
11 11.4 - - - - - - -
12 13.6 2.1 - - - - - -
13 15.9 4.3 - - - - - -
14 18.1 6.6 - - - - - -
15 20.3 8.8 - - - - - -
16 22.5 11.0 - - - - - -
17 24.8 13.2 - - - - - -
18 27.0 15.5 - - - - - -
19 29.2 17.7 1.3 - - - - -
20 31.4 19.9 3.5 - - - - -
21 33.7 22.2 5.7 - - - - -
22 35.9 24.4 7.9 - - - - -
23 38.1 26.6 10.2 - - - - -
24 40.4 28.8 12.4 - - - - -
25 42.6 31.1 14.6 - - - - -
26 44.8 33.3 16.9 0.4 - - - -
27 47.0 35.5 19.1 2.6 - - - -
28 49.3 37.8 21.3 4.9 - - - -
29 50.0 40.0 23.5 7.1 - - - -
30 50.0 42.2 25.8 9.3 - - - -
31 50.0 44.4 28.0 11.5 - - - -
32 50.0 46.7 30.2 13.8 - - - -
33 50.0 48.9 32.4 16.0 - - - -
34 50.0 50.0 34.7 18.2 1.8 - - -
35 50.0 50.0 36.9 20.5 4.0 - - -
36 50.0 50.0 39.1 22.7 6.2 - - -
37 50.0 50.0 41.4 24.9 8.5 - - -
38 50.0 50.0 43.6 27.1 10.7 - - -
39 50.0 50.0 45.8 29.4 12.9 - - -
40 50.0 50.0 48.0 31.6 15.1 - - -
41 50.0 50.0 50.0 33.8 17.4 0.9 - -
42 50.0 50.0 50.0 36.0 19.6 3.1 - -
43 50.0 50.0 50.0 38.3 21.8 5.4 - -
44 50.0 50.0 50.0 40.5 24.1 7.6 - -
45 50.0 50.0 50.0 42.7 26.3 9.8 - -
46 50.0 50.0 50.0 45.0 28.5 12.1 - -
47 50.0 50.0 50.0 47.2 30.7 14.3 - -
48 50.0 50.0 50.0 49.4 33.0 16.5 0.1 -
49 50.0 50.0 50.0 50.0 35.2 18.7 2.3 -
50 50.0 50.0 50.0 50.0 37.4 21.0 4.5 -
55 50.0 50.0 50.0 50.0 48.6 32.1 15.7 9.1
60 50.0 50.0 50.0 50.0 50.0 43.3 26.8 20.2
65 50.0 50.0 50.0 50.0 50.0 50.0 37.9 31.4
70 50.0 50.0 50.0 50.0 50.0 50.0 49.1 42.5
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
210 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
220 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
230 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
240 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
250 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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■ Flow Selector unit Single-port type (10 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP
5 - - - - - - - - - - -
6 - - - - - - - - - - -
7 3.1 - - - - - - - - - -
8 4.6 - - - - - - - - - -
9 6.0 - - - - - - - - - -

10 7.5 1.4 - - - - - - - - -
11 8.9 2.8 - - - - - - - - -
12 10.4 4.3 - - - - - - - - -
13 11.8 5.7 - - - - - - - - -
14 13.3 7.2 - - - - - - - - -
15 14.7 8.6 - - - - - - - - -
16 16.2 10.1 1.3 - - - - - - - -
17 17.6 11.5 2.8 - - - - - - - -
18 19.1 13.0 4.2 - - - - - - - -
19 20.5 14.4 5.7 - - - - - - - -
20 22.0 15.9 7.1 - - - - - - - -
21 23.4 17.3 8.6 - - - - - - - -
22 24.9 18.8 10.0 1.2 - - - - - - -
23 26.3 20.2 11.5 2.7 - - - - - - -
24 27.8 21.7 12.9 4.1 - - - - - - -
25 29.2 23.1 14.4 5.6 - - - - - - -
26 30.7 24.6 15.8 7.0 - - - - - - -
27 32.1 26.0 17.3 8.5 - - - - - - -
28 33.6 27.5 18.7 9.9 1.2 - - - - - -
29 35.0 28.9 20.2 11.4 2.6 - - - - - -
30 36.5 30.4 21.6 12.8 4.1 - - - - - -
31 37.9 31.8 23.1 14.3 5.5 - - - - - -
32 39.4 33.3 24.5 15.7 7.0 - - - - - -
33 40.8 34.7 26.0 17.2 8.4 - - - - - -
34 42.3 36.2 27.4 18.6 9.9 1.1 - - - - -
35 43.7 37.6 28.9 20.1 11.3 2.6 - - - - -
36 45.2 39.1 30.3 21.5 12.8 4.0 - - - - -
37 46.6 40.5 31.8 23.0 14.2 5.5 - - - - -
38 48.1 42.0 33.2 24.4 15.7 6.9 - - - - -
39 49.5 43.4 34.7 25.9 17.1 8.4 - - - - -
40 50.0 44.9 36.1 27.3 18.6 9.8 1.1 - - - -
41 50.0 46.3 37.6 28.8 20.0 11.3 2.5 - - - -
42 50.0 47.8 39.0 30.2 21.5 12.7 4.0 - - - -
43 50.0 49.2 40.5 31.7 22.9 14.2 5.4 - - - -
44 50.0 50.0 41.9 33.1 24.4 15.6 6.9 - - - -
45 50.0 50.0 43.4 34.6 25.8 17.1 8.3 - - - -
46 50.0 50.0 44.8 36.0 27.3 18.5 9.8 1.0 - - -
47 50.0 50.0 46.3 37.5 28.7 20.0 11.2 2.5 - - -
48 50.0 50.0 47.7 38.9 30.2 21.4 12.7 3.9 - - -
49 50.0 50.0 49.2 40.4 31.6 22.9 14.1 5.4 - - -
50 50.0 50.0 50.0 41.8 33.1 24.3 15.6 6.8 - - -
55 50.0 50.0 50.0 49.1 40.3 31.6 22.8 14.1 5.3 - -
60 50.0 50.0 50.0 50.0 47.6 38.8 30.1 21.3 12.5 3.8 -
65 50.0 50.0 50.0 50.0 50.0 46.1 37.3 28.6 19.8 11.0 2.3
70 50.0 50.0 50.0 50.0 50.0 50.0 44.6 35.8 27.0 18.3 9.5
75 50.0 50.0 50.0 50.0 50.0 50.0 50.0 43.1 34.3 25.5 16.8
80 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 41.6 32.8 24.0
85 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 48.8 40.0 31.3
90 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 47.3 38.5
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 45.8

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
210 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
220 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
230 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
240 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
250 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP
5 - - - - - - - - - - -
6 - - - - - - - - - - -
7 1.3 - - - - - - - - - -
8 2.5 - - - - - - - - - -
9 3.7 - - - - - - - - - -

10 4.9 - - - - - - - - - -
11 6.0 - - - - - - - - - -
12 7.2 1.1 - - - - - - - - -
13 8.4 2.3 - - - - - - - - -
14 9.6 3.5 - - - - - - - - -
15 10.8 4.7 - - - - - - - - -
16 12.0 5.8 - - - - - - - - -
17 13.2 7.0 - - - - - - - - -
18 14.3 8.2 - - - - - - - - -
19 15.5 9.4 0.6 - - - - - - - -
20 16.7 10.6 1.8 - - - - - - - -
21 17.9 11.8 3.0 - - - - - - - -
22 19.1 13.0 4.2 - - - - - - - -
23 20.3 14.2 5.4 - - - - - - - -
24 21.5 15.3 6.6 - - - - - - - -
25 22.7 16.5 7.8 - - - - - - - -
26 23.8 17.7 8.9 0.2 - - - - - - -
27 25.0 18.9 10.1 1.4 - - - - - - -
28 26.2 20.1 11.3 2.6 - - - - - - -
29 27.4 21.3 12.5 3.7 - - - - - - -
30 28.6 22.5 13.7 4.9 - - - - - - -
31 29.8 23.6 14.9 6.1 - - - - - - -
32 31.0 24.8 16.1 7.3 - - - - - - -
33 32.1 26.0 17.3 8.5 - - - - - - -
34 33.3 27.2 18.4 9.7 0.9 - - - - - -
35 34.5 28.4 19.6 10.9 2.1 - - - - - -
36 35.7 29.6 20.8 12.1 3.3 - - - - - -
37 36.9 30.8 22.0 13.2 4.5 - - - - - -
38 38.1 31.9 23.2 14.4 5.7 - - - - - -
39 39.3 33.1 24.4 15.6 6.9 - - - - - -
40 40.5 34.3 25.6 16.8 8.0 - - - - - -
41 41.6 35.5 26.7 18.0 9.2 0.5 - - - - -
42 42.8 36.7 27.9 19.2 10.4 1.7 - - - - -
43 44.0 37.9 29.1 20.4 11.6 2.8 - - - - -
44 45.2 39.1 30.3 21.5 12.8 4.0 - - - - -
45 46.4 40.3 31.5 22.7 14.0 5.2 - - - - -
46 47.6 41.4 32.7 23.9 15.2 6.4 - - - - -
47 48.8 42.6 33.9 25.1 16.3 7.6 - - - - -
48 49.9 43.8 35.1 26.3 17.5 8.8 0.0 - - - -
49 50.0 45.0 36.2 27.5 18.7 10.0 1.2 - - - -
50 50.0 46.2 37.4 28.7 19.9 11.1 2.4 - - - -
55 50.0 50.0 43.4 34.6 25.8 17.1 8.3 - - - -
60 50.0 50.0 49.3 40.5 31.8 23.0 14.2 5.5 - - -
65 50.0 50.0 50.0 46.5 37.7 28.9 20.2 11.4 2.7 - -
70 50.0 50.0 50.0 50.0 43.6 34.9 26.1 17.4 8.6 - -
75 50.0 50.0 50.0 50.0 49.6 40.8 32.0 23.3 14.5 5.8 -
80 50.0 50.0 50.0 50.0 50.0 46.7 38.0 29.2 20.5 11.7 2.9
85 50.0 50.0 50.0 50.0 50.0 50.0 43.9 35.2 26.4 17.6 8.9
90 50.0 50.0 50.0 50.0 50.0 50.0 49.8 41.1 32.3 23.6 14.8
95 50.0 50.0 50.0 50.0 50.0 50.0 50.0 47.0 38.3 29.5 20.7

100 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 44.2 35.4 26.7
110 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 47.3 38.5
120 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
130 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
140 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
150 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
160 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
170 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
180 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
190 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
200 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
210 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
220 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
230 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
240 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
250 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0 50.0
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■ Shut-off Valve unit (4 HP type) In case that connection pipe length on the downstream side is 10 m.
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Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is 2.2 m or more

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Minimum floor area Amin [m
2]

Room height is less than 2.2 m 

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted

Installation
not permitted
Installation

not permitted

Installation
not permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

Installation permitted

■ Shut-off Valve unit (6.4 HP type) In case that connection pipe length on the downstream side is 10 m.

■ Shut-off Valve unit (24 HP type) In case that connection pipe length on the downstream side is 10 m.
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■ Shut-off Valve unit (4 HP and 6.4 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 5.9 - - - - - - -
8 8.7 - - - - - - -
9 11.4 - - - - - - -

10 14.1 2.6 - - - - - -
11 16.8 5.3 - - - - - -
12 19.6 8.0 - - - - - -
13 22.3 10.8 - - - - - -
14 25.0 13.5 - - - - - -
15 27.7 16.2 - - - - - -
16 30.5 18.9 2.5 - - - - -
17 33.2 21.7 5.2 - - - - -
18 35.9 24.4 7.9 - - - - -
19 38.6 27.1 10.7 - - - - -
20 41.4 29.8 13.4 - - - - -
21 44.1 32.6 16.1 - - - - -
22 46.8 35.3 18.8 2.4 - - - -
23 49.5 38.0 21.6 5.1 - - - -
24 52.2 40.7 24.3 7.8 - - - -
25 55.0 43.5 27.0 10.6 - - - -
26 57.7 46.2 29.7 13.3 - - - -
27 60.4 48.9 32.4 16.0 - - - -
28 63.1 51.6 35.2 18.7 2.3 - - -
29 65.9 54.3 37.9 21.4 5.0 - - -
30 68.6 57.1 40.6 24.2 7.7 - - -
31 71.3 59.8 43.3 26.9 10.4 - - -
32 74.0 62.5 46.1 29.6 13.2 - - -
33 76.8 65.2 48.8 32.3 15.9 - - -
34 79.5 68.0 51.5 35.1 18.6 2.2 - -
35 82.2 70.7 54.2 37.8 21.3 4.9 - -
36 84.9 73.4 57.0 40.5 24.1 7.6 - -
37 87.6 76.1 59.7 43.2 26.8 10.3 - -
38 90.4 78.9 62.4 46.0 29.5 13.1 - -
39 93.1 81.6 65.1 48.7 32.2 15.8 - -
40 95.8 84.3 67.8 51.4 34.9 18.5 2.0 -
41 98.5 87.0 70.6 54.1 37.7 21.2 4.8 -
42 101.3 89.7 73.3 56.8 40.4 23.9 7.5 0.9
43 104.0 92.5 76.0 59.6 43.1 26.7 10.2 3.6
44 106.7 95.2 78.7 62.3 45.8 29.4 12.9 6.4
45 109.4 97.9 81.5 65.0 48.6 32.1 15.7 9.1
46 112.2 100.6 84.2 67.7 51.3 34.8 18.4 11.8
47 114.9 103.4 86.9 70.5 54.0 37.6 21.1 14.5
48 117.6 106.1 89.6 73.2 56.7 40.3 23.8 17.3
49 120.3 108.8 92.4 75.9 59.5 43.0 26.6 20.0
50 123.0 111.5 95.1 78.6 62.2 45.7 29.3 22.7
55 136.7 125.1 108.7 92.2 75.8 59.3 42.9 36.3
60 150.3 138.8 122.3 105.9 89.4 73.0 56.5 49.9
65 163.9 152.4 135.9 119.5 103.0 86.6 70.1 63.5
70 177.5 166.0 149.5 133.1 116.6 100.2 83.7 77.2
75 191.1 179.6 163.2 146.7 130.3 113.8 97.4 90.8
80 204.7 193.2 176.8 160.3 143.9 127.4 111.0 104.4
85 218.4 206.8 190.4 173.9 157.5 141.0 124.6 118.0
90 232.0 220.5 204.0 187.6 171.1 154.7 138.2 131.6
95 245.6 234.1 217.6 201.2 184.7 168.3 151.8 145.2

100 259.2 247.7 231.2 214.8 198.3 181.9 165.4 158.9
110 286.4 274.9 258.5 242.0 225.6 209.1 192.7 186.1
120 313.7 302.2 285.7 269.3 252.8 236.4 219.9 213.3
130 340.9 329.4 312.9 296.5 280.0 263.6 247.1 240.6
140 368.1 356.6 340.2 323.7 307.3 290.8 274.4 267.8
150 395.4 383.9 367.4 350.9 334.5 318.0 301.6 295.0
160 422.6 411.1 394.6 378.2 361.7 345.3 328.8 322.3
170 449.8 438.3 421.9 405.4 389.0 372.5 356.1 349.5
180 477.1 465.5 449.1 432.6 416.2 399.7 383.3 376.7
190 500.0 492.8 476.3 459.9 443.4 427.0 410.5 403.9
200 500.0 500.0 500.0 487.1 470.7 454.2 437.8 431.2
210 500.0 500.0 500.0 500.0 497.9 481.4 465.0 458.4
220 500.0 500.0 500.0 500.0 500.0 500.0 492.2 485.6
230 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
240 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
250 500.0 500.0 500.0 500.0 500.0 500.0 500.0 500.0
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□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 6.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 2.5 - - - - - - -
8 4.7 - - - - - - -
9 6.9 - - - - - - -

10 9.2 - - - - - - -
11 11.4 - - - - - - -
12 13.6 2.1 - - - - - -
13 15.9 4.3 - - - - - -
14 18.1 6.6 - - - - - -
15 20.3 8.8 - - - - - -
16 22.5 11.0 - - - - - -
17 24.8 13.2 - - - - - -
18 27.0 15.5 - - - - - -
19 29.2 17.7 1.3 - - - - -
20 31.4 19.9 3.5 - - - - -
21 33.7 22.2 5.7 - - - - -
22 35.9 24.4 7.9 - - - - -
23 38.1 26.6 10.2 - - - - -
24 40.4 28.8 12.4 - - - - -
25 42.6 31.1 14.6 - - - - -
26 44.8 33.3 16.9 0.4 - - - -
27 47.0 35.5 19.1 2.6 - - - -
28 49.3 37.8 21.3 4.9 - - - -
29 51.5 40.0 23.5 7.1 - - - -
30 53.7 42.2 25.8 9.3 - - - -
31 56.0 44.4 28.0 11.5 - - - -
32 58.2 46.7 30.2 13.8 - - - -
33 60.4 48.9 32.4 16.0 - - - -
34 62.6 51.1 34.7 18.2 1.8 - - -
35 64.9 53.4 36.9 20.5 4.0 - - -
36 67.1 55.6 39.1 22.7 6.2 - - -
37 69.3 57.8 41.4 24.9 8.5 - - -
38 71.6 60.0 43.6 27.1 10.7 - - -
39 73.8 62.3 45.8 29.4 12.9 - - -
40 76.0 64.5 48.0 31.6 15.1 - - -
41 78.2 66.7 50.3 33.8 17.4 0.9 - -
42 80.5 69.0 52.5 36.0 19.6 3.1 - -
43 82.7 71.2 54.7 38.3 21.8 5.4 - -
44 84.9 73.4 57.0 40.5 24.1 7.6 - -
45 87.1 75.6 59.2 42.7 26.3 9.8 - -
46 89.4 77.9 61.4 45.0 28.5 12.1 - -
47 91.6 80.1 63.6 47.2 30.7 14.3 - -
48 93.8 82.3 65.9 49.4 33.0 16.5 0.1 -
49 96.1 84.5 68.1 51.6 35.2 18.7 2.3 -
50 98.3 86.8 70.3 53.9 37.4 21.0 4.5 -
55 109.4 97.9 81.5 65.0 48.6 32.1 15.7 9.1
60 120.6 109.1 92.6 76.2 59.7 43.3 26.8 20.2
65 131.7 120.2 103.7 87.3 70.8 54.4 37.9 31.4
70 142.9 131.3 114.9 98.4 82.0 65.5 49.1 42.5
75 154.0 142.5 126.0 109.6 93.1 76.7 60.2 53.6
80 165.1 153.6 137.2 120.7 104.3 87.8 71.4 64.8
85 176.3 164.8 148.3 131.9 115.4 99.0 82.5 75.9
90 187.4 175.9 159.4 143.0 126.5 110.1 93.6 87.1
95 198.6 187.0 170.6 154.1 137.7 121.2 104.8 98.2

100 209.7 198.2 181.7 165.3 148.8 132.4 115.9 109.3
110 232.0 220.5 204.0 187.6 171.1 154.7 138.2 131.6
120 254.3 242.7 226.3 209.8 193.4 176.9 160.5 153.9
130 276.5 265.0 248.6 232.1 215.7 199.2 182.8 176.2
140 298.8 287.3 270.9 254.4 237.9 221.5 205.0 198.5
150 321.1 309.6 293.1 276.7 260.2 243.8 227.3 220.7
160 343.4 331.9 315.4 299.0 282.5 266.1 249.6 243.0
170 365.7 354.1 337.7 321.2 304.8 288.3 271.9 265.3
180 387.9 376.4 360.0 343.5 327.1 310.6 294.2 287.6
190 410.2 398.7 382.3 365.8 349.4 332.9 316.5 309.9
200 432.5 421.0 404.5 388.1 371.6 355.2 338.7 332.2
210 454.8 443.3 426.8 410.4 393.9 377.5 361.0 354.4
220 477.1 465.5 449.1 432.6 416.2 399.7 383.3 376.7
230 499.3 487.8 471.4 454.9 438.5 422.0 405.6 399.0
240 500.0 500.0 493.7 477.2 460.8 444.3 427.9 421.3
250 500.0 500.0 500.0 499.5 483.0 466.6 450.1 443.6
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■ Shut-off Valve unit (24 HP type)
□ Room height is 2.2 m or more

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 1.9 - - - - - - - - - - - -
8 2.8 - - - - - - - - - - - -
9 3.7 - - - - - - - - - - - -
10 4.6 0.8 - - - - - - - - - - -
11 5.5 1.7 - - - - - - - - - - -
12 6.4 2.6 - - - - - - - - - - -
13 7.3 3.5 - - - - - - - - - - -
14 8.2 4.4 - - - - - - - - - - -
15 9.1 5.3 - - - - - - - - - - -
16 10.0 6.2 0.8 - - - - - - - - - -
17 10.9 7.1 1.7 - - - - - - - - - -
18 11.8 8.0 2.6 - - - - - - - - - -
19 12.7 8.9 3.5 - - - - - - - - - -
20 13.6 9.8 4.4 - - - - - - - - - -
21 14.5 10.7 5.3 - - - - - - - - - -
22 15.4 11.6 6.2 0.8 - - - - - - - - -
23 16.3 12.5 7.1 1.7 - - - - - - - - -
24 17.2 13.4 8.0 2.6 - - - - - - - - -
25 18.1 14.3 8.9 3.5 - - - - - - - - -
26 19.0 15.2 9.8 4.4 - - - - - - - - -
27 19.9 16.1 10.7 5.2 - - - - - - - - -
28 20.8 17.0 11.6 6.1 0.7 - - - - - - - -
29 21.7 17.9 12.5 7.0 1.6 - - - - - - - -
30 22.6 18.8 13.4 7.9 2.5 - - - - - - - -
31 23.5 19.7 14.3 8.8 3.4 - - - - - - - -
32 24.4 20.6 15.2 9.7 4.3 - - - - - - - -
33 25.3 21.5 16.1 10.6 5.2 - - - - - - - -
34 26.2 22.4 17.0 11.5 6.1 0.7 - - - - - - -
35 27.1 23.3 17.9 12.4 7.0 1.6 - - - - - - -
36 28.0 24.2 18.8 13.3 7.9 2.5 - - - - - - -
37 28.9 25.1 19.7 14.2 8.8 3.4 - - - - - - -
38 29.8 26.0 20.6 15.1 9.7 4.3 - - - - - - -
39 30.7 26.9 21.5 16.0 10.6 5.2 - - - - - - -
40 31.6 27.8 22.4 16.9 11.5 6.1 0.6 - - - - - -
41 32.5 28.7 23.3 17.8 12.4 7.0 1.5 - - - - - -
42 33.4 29.6 24.2 18.7 13.3 7.9 2.4 - - - - - -
43 34.3 30.5 25.1 19.6 14.2 8.8 3.3 - - - - - -
44 35.2 31.4 26.0 20.5 15.1 9.7 4.2 - - - - - -
45 36.1 32.3 26.9 21.4 16.0 10.6 5.1 - - - - - -
46 37.0 33.2 27.8 22.3 16.9 11.5 6.0 0.6 - - - - -
47 37.9 34.1 28.7 23.2 17.8 12.4 6.9 1.5 - - - - -
48 38.8 35.0 29.6 24.1 18.7 13.3 7.8 2.4 - - - - -
49 39.7 35.9 30.5 25.0 19.6 14.2 8.7 3.3 - - - - -
50 40.6 36.8 31.4 25.9 20.5 15.1 9.6 4.2 - - - - -
55 45.1 41.3 35.9 30.4 25.0 19.6 14.1 8.7 3.3 - - - -
60 49.6 45.8 40.4 34.9 29.5 24.1 18.6 13.2 7.8 2.3 - - -
65 54.1 50.3 44.9 39.4 34.0 28.6 23.1 17.7 12.3 6.8 1.4 - -
70 58.6 54.8 49.4 43.9 38.5 33.1 27.6 22.2 16.8 11.3 5.9 - -
75 63.1 59.3 53.9 48.4 43.0 37.6 32.1 26.7 21.3 15.8 10.4 - -
80 67.6 63.8 58.3 52.9 47.5 42.1 36.6 31.2 25.8 20.3 14.9 4.0 -
85 72.1 68.3 62.8 57.4 52.0 46.5 41.1 35.7 30.2 24.8 19.4 8.5 -
90 76.6 72.8 67.3 61.9 56.5 51.0 45.6 40.2 34.7 29.3 23.9 13.0 2.1
95 81.1 77.3 71.8 66.4 61.0 55.5 50.1 44.7 39.2 33.8 28.4 17.5 6.6

100 85.6 81.8 76.3 70.9 65.5 60.0 54.6 49.2 43.7 38.3 32.9 22.0 11.1
110 94.6 90.8 85.3 79.9 74.5 69.0 63.6 58.2 52.7 47.3 41.9 31.0 20.1
120 103.6 99.8 94.3 88.9 83.5 78.0 72.6 67.2 61.7 56.3 50.9 40.0 29.1
130 112.6 108.8 103.3 97.9 92.5 87.0 81.6 76.2 70.7 65.3 59.9 49.0 38.1
140 121.5 117.7 112.3 106.9 101.4 96.0 90.6 85.1 79.7 74.3 68.8 58.0 47.1
150 130.5 126.7 121.3 115.9 110.4 105.0 99.6 94.1 88.7 83.3 77.8 67.0 56.1
160 139.5 135.7 130.3 124.9 119.4 114.0 108.6 103.1 97.7 92.3 86.8 76.0 65.1
170 148.5 144.7 139.3 133.9 128.4 123.0 117.6 112.1 106.7 101.3 95.8 85.0 74.1
180 157.5 153.7 148.3 142.9 137.4 132.0 126.6 121.1 115.7 110.3 104.8 94.0 83.1
190 166.5 162.7 157.3 151.8 146.4 141.0 135.5 130.1 124.7 119.2 113.8 102.9 92.1
200 175.5 171.7 166.3 160.8 155.4 150.0 144.5 139.1 133.7 128.2 122.8 111.9 101.1
210 184.5 180.7 175.3 169.8 164.4 159.0 153.5 148.1 142.7 137.2 131.8 120.9 110.1
220 193.5 189.7 184.3 178.8 173.4 168.0 162.5 157.1 151.7 146.2 140.8 129.9 119.1
230 202.5 198.7 193.3 187.8 182.4 177.0 171.5 166.1 160.7 155.2 149.8 138.9 128.1
240 211.5 207.7 202.2 196.8 191.4 185.9 180.5 175.1 169.6 164.2 158.8 147.9 137.1
250 220.5 216.7 211.2 205.8 200.4 194.9 189.5 184.1 178.6 173.2 167.8 156.9 146.0
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 28 HP 32 HP 32.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 - - - - - - - -
8 - - - - - - - -
9 - - - - - - - -

10 - - - - - - - -
11 - - - - - - - -
12 - - - - - - - -
13 - - - - - - - -
14 - - - - - - - -
15 - - - - - - - -
16 - - - - - - - -
17 - - - - - - - -
18 - - - - - - - -
19 - - - - - - - -
20 - - - - - - - -
21 - - - - - - - -
22 - - - - - - - -
23 - - - - - - - -
24 - - - - - - - -
25 - - - - - - - -
26 - - - - - - - -
27 - - - - - - - -
28 - - - - - - - -
29 - - - - - - - -
30 - - - - - - - -
31 - - - - - - - -
32 - - - - - - - -
33 - - - - - - - -
34 - - - - - - - -
35 - - - - - - - -
36 - - - - - - - -
37 - - - - - - - -
38 - - - - - - - -
39 - - - - - - - -
40 - - - - - - - -
41 - - - - - - - -
42 - - - - - - - -
43 - - - - - - - -
44 - - - - - - - -
45 - - - - - - - -
46 - - - - - - - -
47 - - - - - - - -
48 - - - - - - - -
49 - - - - - - - -
50 - - - - - - - -
55 - - - - - - - -
60 - - - - - - - -
65 - - - - - - - -
70 - - - - - - - -
75 - - - - - - - -
80 - - - - - - - -
85 - - - - - - - -
90 - - - - - - - -
95 - - - - - - - -

100 0.3 - - - - - - -
110 9.3 - - - - - - -
120 18.3 7.4 - - - - - -
130 27.3 16.4 5.5 - - - - -
140 36.2 25.4 14.5 3.7 - - - -
150 45.2 34.4 23.5 12.6 1.8 - - -
160 54.2 43.4 32.5 21.6 10.8 - - -
170 63.2 52.4 41.5 30.6 19.8 - - -
180 72.2 61.4 50.5 39.6 28.8 7.0 - -
190 81.2 70.4 59.5 48.6 37.8 16.0 - -
200 90.2 79.3 68.5 57.6 46.7 25.0 3.3 1.2 
210 99.2 88.3 77.5 66.6 55.7 34.0 12.3 10.2 
220 108.2 97.3 86.5 75.6 64.7 43.0 21.3 19.1 
230 117.2 106.3 95.5 84.6 73.7 52.0 30.3 28.1 
240 126.2 115.3 104.5 93.6 82.7 61.0 39.3 37.1 
250 135.2 124.3 113.4 102.6 91.7 70.0 48.3 46.1 



- 42 -

□ Room height is less than 2.2 m

Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

0.3 HP 1 HP 2 HP 3 HP 4 HP 5 HP 6 HP 7 HP 8 HP 9 HP 10 HP 12 HP 14 HP
5 - - - - - - - - - - - - -
6 - - - - - - - - - - - - -
7 0.8 - - - - - - - - - - - -
8 1.5 - - - - - - - - - - - -
9 2.3 - - - - - - - - - - - -
10 3.0 - - - - - - - - - - - -
11 3.7 - - - - - - - - - - - -
12 4.5 0.7 - - - - - - - - - - -
13 5.2 1.4 - - - - - - - - - - -
14 5.9 2.1 - - - - - - - - - - -
15 6.7 2.9 - - - - - - - - - - -
16 7.4 3.6 - - - - - - - - - - -
17 8.1 4.3 - - - - - - - - - - -
18 8.9 5.1 - - - - - - - - - - -
19 9.6 5.8 0.4 - - - - - - - - - -
20 10.4 6.5 1.1 - - - - - - - - - -
21 11.1 7.3 1.9 - - - - - - - - - -
22 11.8 8.0 2.6 - - - - - - - - - -
23 12.6 8.8 3.3 - - - - - - - - - -
24 13.3 9.5 4.1 - - - - - - - - - -
25 14.0 10.2 4.8 - - - - - - - - - -
26 14.8 11.0 5.5 0.1 - - - - - - - - -
27 15.5 11.7 6.3 0.8 - - - - - - - - -
28 16.2 12.4 7.0 1.6 - - - - - - - - -
29 17.0 13.2 7.7 2.3 - - - - - - - - -
30 17.7 13.9 8.5 3.0 - - - - - - - - -
31 18.4 14.6 9.2 3.8 - - - - - - - - -
32 19.2 15.4 9.9 4.5 - - - - - - - - -
33 19.9 16.1 10.7 5.2 - - - - - - - - -
34 20.7 16.9 11.4 6.0 0.6 - - - - - - - -
35 21.4 17.6 12.2 6.7 1.3 - - - - - - - -
36 22.1 18.3 12.9 7.5 2.0 - - - - - - - -
37 22.9 19.1 13.6 8.2 2.8 - - - - - - - -
38 23.6 19.8 14.4 8.9 3.5 - - - - - - - -
39 24.3 20.5 15.1 9.7 4.2 - - - - - - - -
40 25.1 21.3 15.8 10.4 5.0 - - - - - - - -
41 25.8 22.0 16.6 11.1 5.7 0.3 - - - - - - -
42 26.5 22.7 17.3 11.9 6.4 1.0 - - - - - - -
43 27.3 23.5 18.0 12.6 7.2 1.7 - - - - - - -
44 28.0 24.2 18.8 13.3 7.9 2.5 - - - - - - -
45 28.7 24.9 19.5 14.1 8.6 3.2 - - - - - - -
46 29.5 25.7 20.2 14.8 9.4 3.9 - - - - - - -
47 30.2 26.4 21.0 15.6 10.1 4.7 - - - - - - -
48 31.0 27.2 21.7 16.3 10.9 5.4 0.0 - - - - - -
49 31.7 27.9 22.5 17.0 11.6 6.2 0.7 - - - - - -
50 32.4 28.6 23.2 17.8 12.3 6.9 1.5 - - - - - -
55 36.1 32.3 26.9 21.4 16.0 10.6 5.1 - - - - - -
60 39.8 36.0 30.6 25.1 19.7 14.3 8.8 3.4 - - - - -
65 43.5 39.7 34.2 28.8 23.4 17.9 12.5 7.1 1.6 - - - -
70 47.1 43.3 37.9 32.5 27.0 21.6 16.2 10.7 5.3 - - - -
75 50.8 47.0 41.6 36.2 30.7 25.3 19.9 14.4 9.0 3.6 - - -
80 54.5 50.7 45.3 39.8 34.4 29.0 23.5 18.1 12.7 7.2 1.8 - -
85 58.2 54.4 48.9 43.5 38.1 32.6 27.2 21.8 16.3 10.9 5.5 - -
90 61.9 58.1 52.6 47.2 41.8 36.3 30.9 25.5 20.0 14.6 9.2 - -
95 65.5 61.7 56.3 50.9 45.4 40.0 34.6 29.1 23.7 18.3 12.8 2.0 -

100 69.2 65.4 60.0 54.6 49.1 43.7 38.3 32.8 27.4 22.0 16.5 5.7 -
110 76.6 72.8 67.3 61.9 56.5 51.0 45.6 40.2 34.7 29.3 23.9 13.0 2.1
120 83.9 80.1 74.7 69.3 63.8 58.4 53.0 47.5 42.1 36.7 31.2 20.4 9.5
130 91.3 87.5 82.1 76.6 71.2 65.8 60.3 54.9 49.5 44.0 38.6 27.7 16.9
140 98.7 94.9 89.4 84.0 78.6 73.1 67.7 62.3 56.8 51.4 46.0 35.1 24.2
150 106.0 102.2 96.8 91.3 85.9 80.5 75.0 69.6 64.2 58.7 53.3 42.4 31.6
160 113.4 109.6 104.1 98.7 93.3 87.8 82.4 77.0 71.5 66.1 60.7 49.8 38.9
170 120.7 116.9 111.5 106.1 100.6 95.2 89.8 84.3 78.9 73.5 68.0 57.2 46.3
180 128.1 124.3 118.9 113.4 108.0 102.6 97.1 91.7 86.3 80.8 75.4 64.5 53.7
190 135.4 131.6 126.2 120.8 115.3 109.9 104.5 99.0 93.6 88.2 82.7 71.9 61.0
200 142.8 139.0 133.6 128.1 122.7 117.3 111.8 106.4 101.0 95.5 90.1 79.2 68.4
210 150.2 146.4 140.9 135.5 130.1 124.6 119.2 113.8 108.3 102.9 97.5 86.6 75.7
220 157.5 153.7 148.3 142.9 137.4 132.0 126.6 121.1 115.7 110.3 104.8 94.0 83.1
230 164.9 161.1 155.6 150.2 144.8 139.3 133.9 128.5 123.0 117.6 112.2 101.3 90.4
240 172.2 168.4 163.0 157.6 152.1 146.7 141.3 135.8 130.4 125.0 119.5 108.7 97.8
250 179.6 175.8 170.4 164.9 159.5 154.1 148.6 143.2 137.8 132.3 126.9 116.0 105.2
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Minimum 
fl oor area 
Amin [m

2]

Connectable pipe length to the downstream side of the shut-off valve [m]

Total capacity of indoor units on the downstream side of the shut-off valve [HP]

16 HP 18 HP 20 HP 22 HP 24 HP 28 HP 32 HP 32.4 HP
5 - - - - - - - -
6 - - - - - - - -
7 - - - - - - - -
8 - - - - - - - -
9 - - - - - - - -

10 - - - - - - - -
11 - - - - - - - -
12 - - - - - - - -
13 - - - - - - - -
14 - - - - - - - -
15 - - - - - - - -
16 - - - - - - - -
17 - - - - - - - -
18 - - - - - - - -
19 - - - - - - - -
20 - - - - - - - -
21 - - - - - - - -
22 - - - - - - - -
23 - - - - - - - -
24 - - - - - - - -
25 - - - - - - - -
26 - - - - - - - -
27 - - - - - - - -
28 - - - - - - - -
29 - - - - - - - -
30 - - - - - - - -
31 - - - - - - - -
32 - - - - - - - -
33 - - - - - - - -
34 - - - - - - - -
35 - - - - - - - -
36 - - - - - - - -
37 - - - - - - - -
38 - - - - - - - -
39 - - - - - - - -
40 - - - - - - - -
41 - - - - - - - -
42 - - - - - - - -
43 - - - - - - - -
44 - - - - - - - -
45 - - - - - - - -
46 - - - - - - - -
47 - - - - - - - -
48 - - - - - - - -
49 - - - - - - - -
50 - - - - - - - -
55 - - - - - - - -
60 - - - - - - - -
65 - - - - - - - -
70 - - - - - - - -
75 - - - - - - - -
80 - - - - - - - -
85 - - - - - - - -
90 - - - - - - - -
95 - - - - - - - -

100 - - - - - - - -
110 - - - - - - - -
120 - - - - - - - -
130 6.0 - - - - - - -
140 13.4 2.5 - - - - - -
150 20.7 9.8 - - - - - -
160 28.1 17.2 6.3 - - - - -
170 35.4 24.6 13.7 2.8 - - - -
180 42.8 31.9 21.1 10.2 - - - -
190 50.1 39.3 28.4 17.6 6.7 - - -
200 57.5 46.6 35.8 24.9 14.0 - - -
210 64.9 54.0 43.1 32.3 21.4 - - -
220 72.2 61.4 50.5 39.6 28.8 7.0 - -
230 79.6 68.7 57.9 47.0 36.1 14.4 - -
240 86.9 76.1 65.2 54.3 43.5 21.7 0.0 -
250 94.3 83.4 72.6 61.7 50.8 29.1 7.4 5.2 
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[7] [Safety measures for Flow Selector and Shut-off Valve Unit]
(Installation Example)

CODE No. [107] Installation example Case

Not required

a g

d
b

h
c

FS-S

Area (c) Area (a)

In area (b) or (c), install a Leak Detector using the Leak Detector 
Interface.
In area (c), additionally install mechanical ventilation. 
Connect the external output terminal of Leak Detector to mechanical 
ventilation.
Be sure to install a refrigerant Leak Detector.

CODE No. [107] is not required.

a : Outdoor unit
b : Indoor unit
c : Leak detector

d : Single port type Flow Selector unit
g : Mechanical ventilation
h : Leak Detector Interface

(Examples for safety measures installations)
The location of the Leak Detector varies depending on the safety system and the room.

Incorrect Correct Case

1 a g

d
b

h
c

FS-S
a g

d
FS-S

b

h
c

Install the Leak Detector in the same 
room as the Flow Selector / Shut-off 
Valve unit.

2
a g

d
b

h c

FS-S
a g

d
FS-S

b

h
c

Install the mechanical ventilation in 
the same room as the Leak Detector.

3 a

d
FS-S

b

h
c c

a

d
FS-S

b

h c c

One Leak Detector can be connected 
to Leak Detector Interface.

4
a

d
FS-S

b

c

If the indoor unit and FS / SV unit are 
in the same room and the distance 
between Leak Detector and indoor 
unit or FS / SV unit is within 10m 
/ 7m, the Leak Detector can be 
integrated into one unit.

a : Outdoor unit
b : Indoor unit
c : Leak detector

d : Single port type Flow Selector unit (or Shut-off Valve unit)
g : Mechanical ventilation
h : Leak Detector Interface

FS : Flow Selector
SV : Shut-off Valve
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